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SECTION 203
CITY NOTIFICATION

EMERGENCY NOTIFICATION

The City Dispatcher will be notified without delay in the event that the
Operations Superintendent mobilizes refinery resources to deal with a fire,
medical emergency, or vapor release. Any situation where the refinery fire
horn is activated, or Valero emergency response equipment is staffed are
examples of when the City Dispatcher is to be notified. Even partial mobilization
of the Process Fire Brigade requires that the city be informed.

The City will respond with emergency equipment based on the description of the
incident. Instructions for which gate to respond through should be provided when
the notification is made. The “first in” officer from the city will report to the Incident
Commander and a Unified Command will be established.

Initial communications with the City will be over the direct phone to the City's
combined dispatcher. The Dispatcher can also be reached on (707) 745-2424 in
the event the direct line has a problem or, if the Incident Commander is in the
Mobile Command Post.

Communications with incoming city fire equipment can be made over the city fire
radio frequency, or face to face with the ranking officer once they are on scene.

Any request for additional emergency resources through the Solano County
Mutual Aid System should be made by contacting the Benicia Dispatcher. All
such requests must be authorized by the Incident Commander.

MINOR EVENT NOTIFICATION

When a minor event occurs, the Operations Superintendent may choose to notify
the Benicia Fire Department via a direct call to the “Duty Captain” at Fire
Station One (746-4275). Minor events are considered to be those that do not
present an immediate danger to the environment or the public, and no
emergency equipment has been used. Direct communication would be made to
inform the fire department of the situation. Serious incidents should continue to
be reported immediately through the direct line to Benicia Dispatch.
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Any event that might draw the attention and concem of the citizens should be o
communicated to the city dispatcher. An example of such an event would be
heavy or extended flaring. Communication should be made so that the dispatcher
can explain the situation to those citizens who may call in to them. The city

dispatcher may also use the direct dial line to contact the refinery for information
on events that have caused the citizens to contact them.
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SECTION 206

Valero Fire Department
Apparatus and Equipment List

The following is a general listing of fire apparatus maintained by the Valero
Fire Department:

Engine Fifteen (E-15)

1250-GPM National Foam Engine

1000-gallons ATC Foam

Remote Operated 1250-GPM monitor

Three hose beds

Bed 1: 600-ft. of 5" Large Diameter Hose

Bed 2: 500-ft. of 2 1/2" hose, gated wye and 2- 100 ft. 1 %" attack lines
Bed 3: 500-ft. of 2 1/2" hose, gated wye and 2- 100 ft. 1 %" attack lines
Two 200, 1 %" crosslays (water only)

8 MSA 4500 Firehawk SCBA's

Stored at Station Fifteen.

Engine Sixteen (E-16)

2000-GPM E-1 Foam Engine
1000-gallons ATC Foam

2000-GPM Monitor

Four hose beds

Bed 1: 300-ft of 3" supply hose.

Bed 2: 450-ft, of 5' Large Diameter Hose
Bed 3: 450-ft, of 5’ Large Diameter Hose
Bed 4: 300-ft of 3' hose, gated wye and 2- 100 ft. 1 %" attack lines.
Two 200, 1 %" crosslays (foam available).
5 MSA 4500 FireHawk SCBA's

Stored at Station Sixteen.

Truck Sixteen (Aerial) (T-16)
2,000 GPM E-One Foam Aerial

90' Ladder with 1,500 GPM nozzle
700-gallons 3X3 Foam

800' of 5" Large Diameter Hose

Two 200', 1 %" crosslays

4 MSA 4500 Firehawk SCBA's
Stored at Station Sixteen

Brush Fifteen (B-15)

Ford F-550 Diesel 4x4 Type 3 Wildland Rig
300-gallons of water

20-gallons of ATC foam

120-GPM pump

2 MSA 4500 Firehawk SCBA's

Portable Hale pump 60 GPM, 2 cycle motor
Stored at Station Sixteen

Brush Two Fifteen (B-215)

Ford F-550 Diesel 4x4 Type 3 Wildland Rig
300-gallons of water

20-gallons of ATC foam

120-GPM pump

2 MSA 4500 Firehawk SCBA's

Portable Hale pump 60 GPM, 2 cycle motor
Stored at Station Sixteen
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Brush Seventeen (B-17)

Ford F-550 Diesel 4x4 Type 3 Wildland Rig
300-gallons of water

20-gallons of ATC foam

120-GPM pump

2 MSA 4500 Firehawk SCBA's

Portable Hale pump 60 GPM, 2 cycle motor
Stored at Station Sixteen

Foam Tender (FT-16)

Peterbuilt Diesel Tank Truck (Converted)
4000-gallons of ATC Foam

150-GPM diesel positive displacement transfer pump
2 biscuit fold-up tanks, 1500-gallon capacity

Stored at Station Sixteen

Rescue Squad (R-15)
Large inventory of medical, confined space rescue, and high angle rescue equipment
Stored at Station Fifteen

Flatbed Cattle Truck (U-315)
Ford F-550 Crew cab Flatbed truck
Stored at Station Fifteen

Big Sucker and Kenworth Diesel Truck (PP-16)
5000-GPM trailer mounted pump

6000-watt generator

Stored at Station Sixteen

Portable Pump Two Sixteen (PP-216)
6000-GPM Trailer Mounted Pump
Stored at Fire Maintenance Shop

HazMat Trailer (HM-15)
Suits and support Equipment all levels of HazMat response
Stored at Station Fifteen

SCBA Trailer
60 (approximately) MSA 4500 air bottles
9 MSA 4500 SCBA's
Stored at Station Sixteen

Foam Trailer No. 1
1000-gallons of ATC foam
60 GPM positive displacement transfer pump
Stored at the fire training grounds

Foam Trailer No. 2
1000-gallons ATC
Stored at the fire training grounds

5" Hose Trailer No. 1 (currently being assembled)
3200 ft. of 5" large diameter hose

2 portable hydrants w/adapters

Licensed for use outside the refinery

Stored at Station Sixteen
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5” Hose Trailer No. 2

4800-ft. of 5" large diameter hose

2 portable hydrants wiadapters ]

Licensed for use outside the refinery . o
Stored at Fire Training Grounds

3" Hose Trailer

1200-ft. of 3' hose

Licensed for use inside the refinery only
Stored at the fire training grounds

EADC Trailer (Met-L-Kyl Trailer)
500# of Aluminum Alkyl- Extinguishing agent
Stored at Station Sixteen

Six Gun Foam Monitor
2000- 6000 GPM adjustable flow Monitor
Stored at Station Sixteen

Hired Gun Foam Monitor
2000-GPM Monitor
Stored at Station Sixteen ¥

750 GPM Foam Monitors

(8) Portable wheeled monitors w/eductor nozzles and jet booster hardware
(4) 50-foot lengths of 3" hose

(4) 50-foot Lengths of 1 34" hose.

Stored at Station Sixteen

Firefly 500 GPM Monitors
(5) Portable wheeled water monitors
(2) 50-ft. lengths of 1 %" hose
Stored at Station Sixteen

Foam Barrel Trailers

(6) 55-gal 2-barrel AFFF foam trailers
Self-educting nozzle for monitor conversion
Stored at Station Sixteen

Foam Totes
(~37) 305-gal foam totes
Stored at Station Sixteen

NOTE: Inspection/inventory lists for all portable hand held and wheeled fire extinguishers, and all SCBA's are maintained in
the office of the Fire Chief.
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