
 ADA Report For City Properties 

 Location Name: 12th Street Park 

 Standards Met: 
 11, 12, 13, 14, 15, 16, 18, 19, 21, 27, 29, 54, 55, 56, 57, 58, 59, 61, 62, 63, 67, 70, 71, 94, 96,  
 97, 102, 103, 109, 165, 201, 209, 211, 213 

 Exceptions: 

 111 Are all changes in level greater than V2" accomplished by ramp, elevator or lift? 

 impossible to accomplish without major construction. Does not apply to parks  --Exceptions  
 Used (1, 9, 10, 3) 

 166 Is min 5% (min one unit) of fixed, table, and counter seating accessible? 

 picnic tables only have 2' in height and 1' depth of free space  --Exceptions Used (1, 9, 10) 

 Standards Not Met: 

 20 Is there a 3' by 3' accessibility symbol on the surface of each accessible space? 

 there is a symbol but it needs to be repainted 

 22 Is there an "unauthorized parking" sign min 17" by 22" with lettering 1" high,  
 stating vehicles without disabled placards/license plates will be towed at owners  

 no unauthorized parking sign or plate 

 23 Is there a place below all accessibility signs stating "Min Fine $250" or similar? 

 no unauthorized parking sign or plate 

 24 Is there a plate below all van-accessible space signs designating them as such? 

 no unauthorized parking sign or plate 

 25 Is there a 3' strip 'on center' and 12" high 'No Parking' label on all access aisles? 

 no access aisles, need to be repainted 

 26 Is there a painted blue border on all access aisles? 

 no access aisles, need to be repainted 



 Location Name: Bridgeview Park 

 Standards Met: 
 32, 33, 34, 35, 36, 37, 55, 56, 57, 58, 61, 62, 63, 64, 65, 66, 67, 71 

 Exceptions: 

 11 Is sufficient accessible parking available? (min 9' by 5' access aisle) (1-25 total =  
 1; 26-50 = 2; 51-75 = 3; 76-100 = 4; 101-150 = 5; 151-200 = 6 

 Street Parking Only  --Exceptions Used (1, 3, 9, 10) 

 Standards Not Met: 

 30 Is there a curb at every street intersection corner and curb-crossing walkway? 

 no curb cuts at curb-crossing walkways, no curb cuts in any disenable area near park 

 31 Is there a curb cut at or near every driveway, parking space and loading zone? 

 no curb cuts at curb-crossing walkways, no curb cuts in any disenable area near park 

 54 Is every path of travel on the property accessible? 

 the path throughout is extremely cracked and broken. Needs to be repaved. 

 70 Are all walkways 48" wide with no steps or abrupt level changes exceeding .25"? 

 walkway from street to play area 21" wide 



 Location Name: Cemetery (City of Benicia) 

 Standards Met: 
 54, 55, 56, 57, 58, 61, 62, 63, 64, 65, 66, 67, 70, 71 

 Exceptions: 

 11 Is sufficient accessible parking available? (min 9' by 5' access aisle) (1-25 total =  
 1; 26-50 = 2; 51-75 = 3; 76-100 = 4; 101-150 = 5; 151-200 = 6 

 Street Parking Only  --Exceptions Used (1, 3, 9, 10) 

 12 Is sufficient van-accessible parking available (9' by 8 ft' and 98" vertical  
 clearance) (Min 1 of every 8 accessible spaces - at least 1 per parking area or lot) 

 walkways around cemetery have steep slopes but are limited by hilly geography  -- 
 Exceptions Used (1, 3, 9, 10) 



 Location Name: Channing Circle Park 

 Standards Met: 
 30, 31, 54, 55, 56, 58, 61, 62, 63, 67, 69, 70, 71, 72, 148, 149, 150, 151, 155, 156, 157, 160,  
 161, 162, 163, 164, 165, 166, 286, 287, 289, 290, 292, 293a, 296, 297, 298, 299, 300, 301 

 Exceptions: 

 11 Is sufficient accessible parking available? (min 9' by 5' access aisle) (1-25 total =  
 1; 26-50 = 2; 51-75 = 3; 76-100 = 4; 101-150 = 5; 151-200 = 6 

 Street Parking Only  --Exceptions Used (1, 3, 9, 10) 

 12 Is sufficient van-accessible parking available (9' by 8 ft' and 98" vertical  
 clearance) (Min 1 of every 8 accessible spaces - at least 1 per parking area or lot) 

 Street Parking Only  --Exceptions Used (1, 3, 9, 10) 

 291 Is there minimum one fountain with one low and one high spout, accommodating  
 wheelchair users and persons who have trouble bending or stooping respectively? 

 only one and it is at medium height  --Exceptions Used (1, 9, 10) 

 Standards Not Met: 

 35 Do all curb cuts have a 1' grooved border at the top, w/ groves .25" by .25" tall? 

 no grooves 

 36 Do all curb cuts have a lower end lip .5" high, beveled at 45 deg? 

 lower lip 1.75" tall, not beveled 

 57 Is there an accessible path of travel w/o stairs connecting all buildings and  

 need to bark to edges of play areas next to walkways. Right now, drop is 3-4" at edges 

 152 Are all exterior stairs marked with strips of contrasting color 2-4" deep on all  

 no color strips on exterior stairways 

 154 Are all color strips max 1" from each tread's edge, and extending its full width? 

 no color strips on exterior stairways 



 Location Name: City Park 

 Standards Met: 
 1, 4, 5, 11, 14, 15, 21, 29, 30, 31, 44, 48, 50, 55, 56, 57, 58, 60, 61, 62, 63, 64, 65, 66, 67, 70,  
 71, 74, 77, 78, 80, 82, 83, 84, 85, 86, 90, 91, 94, 96, 97, 100, 101, 102, 103, 104, 105, 106,  
 108, 109, 110, 111, 148, 149, 150, 151, 155, 157, 160, 161, 163, 165, 166, 167, 168, 169, 170,  
 171, 174, 175, 176, 177, 178, 179, 180, 181, 209, 210, 211, 214, 215, 218, 220, 221, 223, 224,  
 227, 229, 231, 233, 234, 235, 237, 241, 244, 245, 246, 247, 248, 249, 252, 253, 254, 255, 258,  
 259, 260, 261, 262, 264, 265, 266, 267, 268, 270, 272, 273, 274, 275, 276, 277, 278, 279, 281,  
 282, 283, 284, 285, 286, 287, 289, 290, 291, 292, 293a, 296, 297, 298, 299, 300, 301 

 Exceptions: 

 2 Is there clear wheelchair space min 30" w by 48" long at all bus stop pads? 

 pad is 55" wide, not enough of a deficit to justify repaving sidewalk  --Exceptions Used (1, 9) 

 3 Is the surface slope at all bus stops shelters, pads and egresses max 1:50 (2%) 

 shelter's slope is 3%, not enough to justify fix  --Exceptions Used (1, 9) 

 6 Are all bus route identification signs compliant with all sign requirements? 

 old and unaltered sign  --Exceptions Used (1, 9) 

 13 Is the surface slope at all accessible spaces and access aisles max 1:50 (2%) 

 slope 5-6.5%  --Exceptions Used (1, 9, 3) 

 18 Are all accessible spaces connected to the shortest accessible path to the facility? 

 furthest possible route so extra space on south side **  --Exceptions Used (1, 9, 3) 

 27 Are all accessibility signs located so a vehicle cannot obscure them (2' from curb)? 

 18" from curb  --Exceptions Used (1, 9) 

 32b If the curb cut is not located in the center of the crosswalk, do such 'diagonal curb  
 cuts' have min 4' clear space from the bottom of the ramp to the crosswalk plus  
 min 2' flat curb inside both crosswalk lines? 

 SW curb only 16" from crosswalk  --Exceptions Used (1, 9) 

 33 Are all curb cuts where the sidewalk is <60" w depressed to street level at the curb  
 cut, with the ramps up to the sidewalk level located on the sidewalk itself? 

 sidewalk is 47.5" w  --Exceptions Used (1, 9) 

 34 Are all curb cuts min 4' w with max street slope 1:20 (5%), max ramp slope 1:12  
 (8.33%), max side slope 1:10 (10%), and side walk length 4' slope 1:50 (2%)? 

 slope of side curb cut is 16.5%  --Exceptions Used (1, 9) 

 slope of driveway cut on south side 9%  --Exceptions Used (1, 9) 

 slope of SW curb cut is 17.5%  --Exceptions Used (1, 9) 



 Location Name: City Park 
 slope of front curb cut is 17.5%  --Exceptions Used (1, 9) 

 slope of sidewalk 6%  --Exceptions Used (1, 9) 

 37 Do all curb cuts with slop >1:15 (6.7%) have a 'detectable warning surface'?  
 (visually contracting, raised, truncated domes .9" dia. base, tapering to .45" dia.  
 At the top; .2" tall spaced at 2.35" 

 warning surface is old  --Exceptions Used (1, 9) 

 54 Is every path of travel on the property accessible? 

 no path to picnic area, but area is large and it would be impractical and costly to extend paths 
  to whole area. Recommend a single concrete path through the middle  --Exceptions Used (1,  

 162 Are all handrail ends constructed with a smooth return to the post and ground? 

 ends do not return to post  --Exceptions Used (1, 9, 10) 

 182 Are all accessible table/counter tops min 3' w and 28-34" above the floor? 

 tables are 27.5" w  --Exceptions Used (1, 9, 10) 

 230 Is there min 18" wide x 44/60" deep clear space extending from both latch sides? 

 men's restroom: only 4.5" in the of space extending from outside of stall door-latch  -- 
 Exceptions Used (1, 9, 10) 

 women's restroom: only 5.5" in the of space extending from outside of stall door-latch  -- 
 Exceptions Used (1, 9, 10) 

 Standards Not Met: 

 20 Is there a 3' by 3' accessibility symbol on the surface of each accessible space? 

 symbol worn away 

 22 Is there an "unauthorized parking" sign min 17" by 22" with lettering 1" high,  
 stating vehicles without disabled placards/license plates will be towed at owners  

 no sign 

 23 Is there a place below all accessibility signs stating "Min Fine $250" or similar? 

 no plate 

 26 Is there a painted blue border on all access aisles? 

 blue border worn away 

 38 Is the slope and cross-slope of every ramp a max ratio of 1:12 (8.33%) / 1:50  

 only 1 ramp into play area and while bottom portion is 6%, the top portion is 9% 

 39 For occupancy loads max 50, are all ramp widths min 3' and landing lengths 6'? 

 landing at intersection of three ramps (two internal) only 52.5" long for traveling between two  
 internal ramps 

 49 Are all handrails parallel to the ground, continuous, full-length 34-38" high,  
 extending min 1' beyond the ramp's top and bottom, and returned to the post? 



 Location Name: City Park 
 not continuous and doesn't wrap around poles at landing, does not extend 12" past bottom of  
 ramp 

 75 Is there an accessibility sign posted at each accessible entrance and major  

 no accessibility sign at bottom of ramp entrance 

 76 Is there an accessibility sign posted at each inaccessible entrance providing  
 disabled persons with directions to the nearest accessible one? 

 no signs directing disabled persons to ramp 

 152 Are all exterior stairs marked with strips of contrasting color 2-4" deep on all  

 stairs marked with groves on each step but not contrasting in color 

 156 Are all spots within all stairways within 30" away from any handrail? 

 middle is 49" away from each side, recommend installing a central railing 

 201 Is there a minimum of one International Symbol of Accessibility sign at every  
 accessible passenger loading zone, parking space (except where the total parking  
 spaces provided are max 5), entrance, toilet/bathing facility, and area of refuge? 

 no signs at entrance to play area or restrooms 

 202 Is there a sign at every accessible path of travel that points to accessible entrances? 

 no signs pointing and ** ramp 

 213 Are all pictograms min 6" tall? 

 pictograms are 5" tall 

 228 Is there an automatic closing device on stall doors (70°, 3s, 3" same as others)? 

 no closing devices on any stalls 

 238 Is there smooth, hard, non-absorbent flooring extending up the walls min 5" tall & 
  does such flooring extend min 48" high within 24" of all urinal sides? 

 flooring extends on west (women's) and east (men's) sides of restroom only, does not extend 
  higher near urinals 

 239 Are all identifying signs centered on the door at 60" high above the floor? 

 men's sign centered at 70" high 

 256 Do all stall doors open and close on both sides with just a closed fist? 

 handle on exterior is too small to allow opening with just a fist 

 263 In the restroom, are all accessories' usable parts located max reach height 40"  
 above the floor? 

 paper towel dispenser lever is 58" high 

 269 Are all toilet paper dispensers max 12" away from the front of the toilet seat? 

 Women's Restroom: 17" away 

 Men's Restroom: 14" away 

 271 Are all toilet paper dispensers' front edges max 36" away from the rear wall? 

 46" away from back wall 



 Location Name: Civic Center Park 

 Standards Met: 
 11, 21, 26, 29, 30, 31, 32, 34, 36, 38, 39, 48, 55, 56, 58, 61, 62, 63, 64, 65, 67, 71, 72, 74, 77,  
 78, 80, 82, 83, 84, 85, 148, 149, 150, 151, 155, 156, 157, 160, 162, 163, 164, 218, 221, 223,  
 224, 228, 230, 234, 244, 245, 247, 249, 251, 252, 254, 255, 256, 258, 260, 265, 266, 267, 268,  
 270, 271, 281, 282, 286, 287, 289, 290, 291, 292, 293a, 294, 296, 297, 298, 300, 301 

 Exceptions: 

 13 Is the surface slope at all accessible spaces and access aisles max 1:50 (2%) 

 hill too steep  --Exceptions Used (3, 10) 

 220 Is there minimum one accessible stall/bath unit per restroom/bank? (min 5% of  

 stalls provided by not accessible  --Exceptions Used (3, 10) 

 227 Is there min 44/60" deep clear space in front of all stall doors opening  

 would have to demolish whole restroom to redo, not wide enough  --Exceptions Used (3, 10) 

 229 Is there 32"/34" clear doorway width at each stall with its door at the end/side? 

 27" wide  --Exceptions Used (3, 10) 

 233 Is there circular turning diameter min 60" (and 0-27" high) in every accessible  

 would have to demolish whole restroom to redo, not wide enough  --Exceptions Used (3, 10) 

 235 Is there min 60"/60" wide x 56"/59" deep clear space at the foot of all wall- 
 mounted/floor-mounted toilets with inward-swinging doors? 

 would have to demolish whole restroom to redo, not wide enough  --Exceptions Used (3, 10) 

 237 Is there 60" wide x 60" deep clear space in front of all side-door stall toilets? 

 would have to demolish whole restroom to redo, not wide enough  --Exceptions Used (3, 10) 

 299 Are all accessible spouts' bubblers max 3" recessed when the basin is round or oval? 

 recessed 6" but existing old-style foundation  --Exceptions Used (3, 10) 

 Standards Not Met: 

 23 Is there a place below all accessibility signs stating "Min Fine $250" or similar? 

 no plate 

 35 Do all curb cuts have a 1' grooved border at the top, w/ groves .25" by .25" tall? 

 only 6" 

 42 Is there a landing at the top and bottom of all ramps? 



 Location Name: Civic Center Park 
 bottom landing length is 66", top is 54" 

 49 Are all handrails parallel to the ground, continuous, full-length 34-38" high,  
 extending min 1' beyond the ramp's top and bottom, and returned to the post? 

 handrails between 43 and 48" high 

 54 Is every path of travel on the property accessible? 

 gates and path to picnic area not paved 

 66 Is there a warning curb min 6" tall boarding the sides of all vertical drops >4"  
 (exceptions: walkways adjacent to streets or driveways and handrails w/ guiderail  
 2-4' off the ground, max 5% slope) 

 drop into Bocce courts is 5.5" 

 69 Is there clear space 48"/60" wide x 44"/60" long, with slope max 1:50 (2%) on all  
 walkways adjacent to a door or gate swinging away/towards them? 

 slopes near gates ok on north side, too steep on south side 

 73 Are all grate openings perpendicular to the direction of travel & max 1/2" wide? 

 grates parallel not perpendicular 

 86 Are all door bottoms constructed with a smooth, uninterrupted surface min 10" tall? 

 gates have no smooth surfaces to push 

 152 Are all exterior stairs marked with strips of contrasting color 2-4" deep on all  

 no color strip 

 161 Are all handrail ends extending parallel min 12" past the edge of the last stair  

 left handrail at top of staircase to library not connected to guardrail nearby, does not extend  

 222 Is there a sign at every inaccessible restroom directing users to an accessible one? 

 could direct to City Hall, Library and Youth Center 

 238 Is there smooth, hard, non-absorbent flooring extending up the walls min 5" tall & 
  does such flooring extend min 48" high within 24" of all urinal sides? 

 flooring does not extend 

 239 Are all identifying signs centered on the door at 60" high above the floor? 

 identifying signs on wall, not door 

 240 Are all men's room signs 1/4" thick equilateral triangles with all sides 12" long? 

 both small vertical rectangles with pictograms of men/women 

 243 Are all wall signs located on latch side of the restroom door centered at 60" high? 

 centered at 70" high 

 246 Are all urinal rims max 17" high off the floor and projecting 14-17" from the  

 rims at 14" high and extend 12.5" out 

 253 Are all toilet seats located between 17"-19" high above the floor? 



 Location Name: Civic Center Park 
 15" high 

 259 Is there min 30" wide, 27" high, 8" deep knee clearance under the sink? 

 Clearance is 25" high 

 261 Is there a grab bar behind the toilet and on nearest sidewall in each accessible  

 No grab bar, see items 261-284 

 263 In the restroom, are all accessories' usable parts located max reach height 40"  
 above the floor? 

 paper towel dispenser is 64" high 

 264 In the restroom, are all accessible sink bottoms/rims min 29"/max 34" high above  
 the floor? 

 bottom located 25" high 

 269 Are all toilet paper dispensers max 12" away from the front of the toilet seat? 

 15" away 

 285 In the restroom, do all automatic faucets remain open and flowing min 10  

 immediate shutoff 



 Location Name: Clock Tower 

 Standards Met: 
 11, 12, 13, 14, 17, 18, 19, 20, 21, 25, 27, 38, 39, 42, 47, 54, 55, 56, 57, 58, 61, 62, 74, 75, 77,  
 78, 79, 80, 83, 85, 90, 93, 94, 95, 96, 97, 98, 99, 100, 101, 105, 106, 109, 110, 111, 112, 113,  
 114, 122, 123, 125, 132, 133, 135, 138, 139, 140, 148, 149, 151, 156, 157, 158, 160, 163, 164,  
 165, 168, 170, 173, 175, 176, 177, 178, 179, 181, 182, 184, 188, 189, 196, 202, 203, 204, 205,  
 209, 210, 211, 213, 216, 217, 218, 220, 221, 223, 224, 230, 245, 253, 254, 255, 258, 260, 261,  
 262, 265, 268, 269, 270, 271, 272, 273, 281, 282, 283, 284, 319, 320, 321, 322, 342 

 Exceptions: 

 82 Is there clear wall space min 18" wide on each door's pull side next to the handle? 

 building frame is only large, physical constraints significant  --Exceptions Used (1, 3, 9, 10) 

 102 Are all accessible paths 36" wide continuously and min 32" wide at choke points? 

 path of travel to interior of bar area is only 26" wide  --Exceptions Used (1, 3, 9, 10) 

 108 Are all floor surfaces stable, firm and slip-resistant? Are all carpets and tiles secure? 

 hardwood floors upstairs are not slip-resistant but it obvious and part of historical character  
 of building  --Exceptions Used (1, 3, 9, 10) 

 115 Is there min 80" wide x 54" deep clear space inside every centered-door elevator? 

 64 by 64" elevator, but it's more of a lift. Physical constraints prevent modification  -- 
 Exceptions Used (1, 3, 9, 10) 

 119 Is there a way to communicate in an emergency other than voice communication? 

 old lift without electrical ** for an emergency device; voice comm. Can be heard throughout  
 the facility.  --Exceptions Used (1, 3, 9, 10) 

 127 Are all emergency telephones min 48" high above the floor with 2-5 ft cord  

 no telephone; not even sure where it would go, but anyone using lift will be assisted  -- 
 Exceptions Used (1, 3, 9, 10) 

 134 Are all accessible lifts built with electronic contacts on their doors that prevent  
 them from moving unless those doors art within 2" of a fully closed position? 

 old lift build before electric contacts were standard but could be added  --Exceptions Used (1, 
  3, 9, 10) 

 136 Are all accessible lifts built with emergency stop switches/telephones/signals? 

 no telephone; not even sure where it would go, but anyone using lift will be assisted  -- 
 Exceptions Used (1, 3, 9, 10) 

 137 Are all controls in elevators and lifts min 35" and max 48"/54" front/side wall high? 

 lift motor and light switches were 60" above ground  --Exceptions Used (1, 3, 9, 10) 

 150 Are all stair treads min 11" wide, 4-7" tall & angled min 60° from horizontal? 

 stairs were 10.5" w, low priority, only bottom half of staircase, top half were 11.5"  -- 
 Exceptions Used (1, 3, 9, 10) 



 Location Name: Clock Tower 
 161 Are all handrail ends extending parallel min 12" past the edge of the last stair  

 right hand side staircase, left hand side rail only extends 10"  --Exceptions Used (1, 3, 9, 10) 

 166 Is min 5% (min one unit) of fixed, table, and counter seating accessible? 

 no accessible counter space at the bar  --Exceptions Used (1, 3, 9, 10) 

 229 Is there 32"/34" clear doorway width at each stall with its door at the end/side? 

 men's door only opens 25" because it is blocked by sink. The sink would have to be replaced  
 to fix problem  --Exceptions Used (1, 3, 9, 10) 

 232 Is there minimum one ambulatory-accessible stall provided in restrooms with >6?  
 (Ambulatory Accessible: min 36" wide x 60" deep, outward-swinging and self- 
 closing 32" wide door with parallel grab bars (but no back grab bar)) 

 sinks not adjustable  --Exceptions Used (1, 3, 9, 10) 

 233 Is there circular turning diameter min 60" (and 0-27" high) in every accessible  

 stalls are small with little separation. Enough room to enter but not turn around  --Exceptions  
 Used (1, 3, 9, 10) 

 234 Is there min 9" toe clearance from the floor to stall walls in all accessible stalls? 

 men's is adequate; women's stall is bordered by real building walls from ceiling to floor  -- 
 Exceptions Used (1, 3, 9, 10) 

 235 Is there min 60"/60" wide x 56"/59" deep clear space at the foot of all wall- 
 mounted/floor-mounted toilets with inward-swinging doors? 

 men's stall total size = 36 by 46"; women's stall total size = 36" by 60"  --Exceptions Used (1,  
 3, 9, 10) 

 246 Are all urinal rims max 17" high off the floor and projecting 14-17" from the  

 urinal rims 23" high, project 11.5" from wall  --Exceptions Used (1, 3, 9, 10) 

 247 Are all urinal flush controls max 44" high above the floor? 

 urinal flush controls 51" from floor  --Exceptions Used (1, 3, 9, 10) 

 252 Are all toilet tanks centered exactly 18" from the rear wall? 

 6" away from both side walls because the stall are both so narrow  --Exceptions Used () 

 259 Is there min 30" wide, 27" high, 8" deep knee clearance under the sink? 

 only 25" high knee clearance under sink  --Exceptions Used (1, 3, 9, 10) 

 264 In the restroom, are all accessible sink bottoms/rims min 29"/max 34" high above  
 the floor? 

 sink bottoms are only 25" off the floor  --Exceptions Used (1, 3, 9, 10) 

 266 In the restroom, are all plumbing parts under the sink's apron projecting max 6"  
 from the wall? 

 plumbing parts project 1' in both restrooms  --Exceptions Used (1, 3, 9, 10) 

 274 In the restroom, are all sidewall grab bars 42" long with centers 33" high above  
 the floor? 



 Location Name: Clock Tower 
 sidewall grab bars in men's restroom: 23" long, centered 28" high  --Exceptions Used (1, 3, 9,  

 sidewall grab bars in women's restroom: 30" long, centered 27.5" high  --Exceptions Used (1,  
 3, 9, 10) 

 275 In the restroom, are all sidewall grab bars' back/front ends 12"/54" from the back  
 wall? 

 sidewall grab bars in men's restroom: 14"/37" from brick wall  --Exceptions Used (1, 3, 9, 10) 

 sidewall grab bars in women's restroom: 14"/44" from brick wall  --Exceptions Used (1, 3, 9,  

 276 In the restroom, are all sidewall grab bars' front ends 24" forward from the front of 
  the toilet seat? 

 sidewall grab bars in women's restroom: extends 16" past toilet front  --Exceptions Used (1,  
 3, 9, 10) 

 sidewall grab bars in men's restroom: extends 4" past toilet front  --Exceptions Used (1, 3, 9,  

 277 In the restroom, are all back wall grab bars 36" long with centers 33" high above  
 the floor & if the toilet tank obstructs installation at 33" high, are they installed at  

 back wall grab bars in men's restroom: 27" long, centered 38" high  --Exceptions Used (1, 3,  
 9, 10) 

 back wall grab bars in women's restroom: 30" long, centered 37" high  --Exceptions Used (1,  
 3, 9, 10) 

 278 In the restroom, are all back wall grab bars' ends 6" from the side wall, extending  
 12" past the tank? 

 in men's restroom: extend 4" past tank, ends 4.5" from the sidewall  --Exceptions Used (1, 3,  
 9, 10) 

 in women's restroom: extends 7.5" past tank, ends 3" from sidewall  --Exceptions Used (1, 3,  
 9, 10) 

 Standards Not Met: 

 84 Are all door handles between 30-44" high and operable with one closed fist? 

 bathroom door handles cannot be opened with closed fist 

 86 Are all door bottoms constructed with a smooth, uninterrupted surface min 10" tall? 

 no kick plates on bottoms of the kitchen doors 

 118 Is there min one handrail in every elevator car located 31-33" high above the  

 No handrails in lift/elevator 

 120 Is there min one international symbol of accessibility at every elevator? 

 no symbol at the lift at either bottom or top floor. 

 126 Is there min one handrail meeting elevator requirements in every accessible lift car? 

 no handrails in lift/elevator 

 153 Are all interior stairs marked with 2-4" deep color strips on the highest/lowest tread? 

 no color strip on bottom tread of top half of the staircase to the left when you enter 



 Location Name: Clock Tower 
 154 Are all color strips max 1" from each tread's edge, and extending its full width? 

 none of the strip extend the full width of the stair tread 

 155 Are all handrails secure enough to not rotate in their fittings? 

 bottom handrail on right hand side staircase is loose at base and first two joints up the  
 staircase on right-hand side 

 174 Are all objects located between 15-48" high above the ground forward reaches? 

 paper towel/soap/and sanitizer dispensers in kitchen located at 62/53/52" high 



 Location Name: Community Center 

 Standards Met: 
 11, 12, 13, 14, 15, 17, 18, 19, 20, 22, 23, 24, 25, 26, 27, 30, 31, 32, 34, 35, 36, 39, 40, 41, 42,  
 43, 44, 45, 46, 47, 50, 51, 52, 53, 54, 55, 56, 57, 58, 60, 61, 62, 63, 64, 67, 68, 70, 71, 74, 75,  
 77, 78, 79, 80, 82, 83, 84, 85, 86, 88, 89, 90, 93, 94, 95, 96, 97, 98, 99, 102, 104, 105, 106,  
 107, 108, 109, 110, 112, 113, 122, 123, 124, 132, 134, 135, 136, 137, 138, 139, 140, 165, 166,  
 167, 168, 169, 170, 171, 172, 173, 174, 175, 176, 177, 178, 179, 180, 181, 184, 187, 188, 189,  
 196, 197, 201, 204, 205, 206, 208, 210, 211, 212, 214, 215, 217, 218, 219 

 Exceptions: 

 34 Are all curb cuts min 4' w with max street slope 1:20 (5%), max ramp slope 1:12  
 (8.33%), max side slope 1:10 (10%), and side walk length 4' slope 1:50 (2%)? 

 street slope 11.5%, ramp slope 11.6%  --Exceptions Used (6) 

 38 Is the slope and cross-slope of every ramp a max ratio of 1:12 (8.33%) / 1:50  

 employee entrance ramp 12.2%  --Exceptions Used (6) 

 111 Are all changes in level greater than V2" accomplished by ramp, elevator or lift? 

 hallway down to bottom of building, 8.7, 10.9, 9.1, 12.1%  --Exceptions Used (6) 

 ramp to gym 11.6%  --Exceptions Used (6) 

 126 Is there min one handrail meeting elevator requirements in every accessible lift car? 

 handrail 35" above floor  --Exceptions Used (6) 

 Standards Not Met: 

 37 Do all curb cuts with slop >1:15 (6.7%) have a 'detectable warning surface'?  
 (visually contracting, raised, truncated domes .9" dia. base, tapering to .45" dia.  
 At the top; .2" tall spaced at 2.35" 

 arrow grove, not domes 

 38 Is the slope and cross-slope of every ramp a max ratio of 1:12 (8.33%) / 1:50  

 right ramp to wooden enclosure, 11.6% 

 ramp to main entrance 9% cross 25% 

 48 Is there a handrail on both sides of all ramps? (Exceptions: at exterior door  
 landings, ramps less than 6" rise or 6' length) 

 no handrails on building side of main entrance ramp 

 49 Are all handrails parallel to the ground, continuous, full-length 34-38" high,  
 extending min 1' beyond the ramp's top and bottom, and returned to the post? 

 does not extend 12" past main ramp, bottom or top 



 Location Name: Community Center 
 69 Is there clear space 48"/60" wide x 44"/60" long, with slope max 1:50 (2%) on all  
 walkways adjacent to a door or gate swinging away/towards them? 

 right ramp to wooden enclosure, 11.6% 

 72 Are all walkways adjacent to a door or gate swinging towards them extending min  
 24" wider than the door or gate's strike edge? 

 both wooden gates to enclosures 

 73 Are all grate openings perpendicular to the direction of travel & max 1/2" wide? 

 main entrance ramp .75" wide internal ** and walkway 

 76 Is there an accessibility sign posted at each inaccessible entrance providing  
 disabled persons with directions to the nearest accessible one? 

 side entrance by staff needs sign or directions 

 80 Is there clear space of 48" deep for all doors on the push side? 

 interior fire door in gym blocked by 

 133 Are all accessible lifts operable without assistance? If not, is there a call button? 

 no call button 

 152 Are all exterior stairs marked with strips of contrasting color 2-4" deep on all  

 street side parking lot, L street by exit, by wood enclosure, field side parking lot 

 154 Are all color strips max 1" from each tread's edge, and extending its full width? 

 street side parking lot, L street by exit, by wood enclosure, field side parking lot 

 156 Are all spots within all stairways within 30" away from any handrail? 

 street side parking lot > 3'; L street by exit, 63"; by wood enclosure, 55"; field side parking  

 185 Are the bottom edges of all electrical receptacle outlets min 15" above the floor? 

 some outlets installed with top edge at 13" and 15" high 

 186 Are all electrical outlets on branch circuits of max 30 amps installed 15-48" high? 

 some outlets installed with top edge at 13" and 15" high 

 193 Are all manual alarm box trigger handles located 42-48" above the ground? 

 50" above ground 

 202 Is there a sign at every accessible path of travel that points to accessible entrances? 

 need directional signage at side entrance next to wood enclosure 

 203 s there a sign at every non-accessible entrance that points to accessible entrances? 

 need directional signage at side entrance next to wood enclosure 

 213 Are all pictograms min 6" tall? 

 some at 3.5" and some at 4.5" 

 216 Are all exit signs illuminated at all times and visible from any direction of  



 Location Name: Community Center 
 exit sign next to welcome desk not illuminated 

 exit sign next to offices at bottom of hall not illuminated 

 281 Do all bathroom accessories operate with only one closed fist and max 5 lbs? 

 7-7.5 lbs of force to halt soap, sink and paper towel in the unisex near info desk, girls near  
 info desk; boy's near side entrance and boy's near rear offices restrooms. 

 285 In the restroom, do all automatic faucets remain open and flowing min 10  

 water runs for only 1-2 seconds in the unisex near info desk, boys near side entrance, boy's  
 near back offices 

 301 Do all accessible spouts deliver water flow at min 4" high above them? 

 fountain on ramp next to main entrance, 0" high from rim 

 fountain near info desk, 2.5" high from rim 



 Location Name: Community Park 

 Standards Met: 
 11, 13, 14, 15, 18, 19, 21, 27, 29, 31, 32, 33, 36, 38, 39, 42, 43, 44, 45, 46, 50, 54, 55, 56, 57,  
 58, 61, 62, 63, 64, 65, 66, 67, 69, 70, 71, 72, 73, 74, 77, 78, 79, 80, 82, 83, 84, 85, 86, 88, 89,  
 93, 148, 149, 150, 151, 155, 157, 158, 161, 162, 163, 164, 165, 166, 167, 208, 209, 210, 211,  
 212, 214, 215, 218, 220, 221, 223, 224, 225, 227, 229, 230, 231, 231, 233, 234, 235, 237, 239,  
 240, 241, 245, 247, 249, 251, 282, 283, 284, 285, 286, 287, 289, 290, 291, 292, 293a, 294,  

 Exceptions: 

 30 Is there a curb at every street intersection corner and curb-crossing walkway? 

 no curb cut from crosswalk connecting park to Matthew Turner School  --Exceptions Used (1,  
 9, 10) 

 34 Are all curb cuts min 4' w with max street slope 1:20 (5%), max ramp slope 1:12  
 (8.33%), max side slope 1:10 (10%), and side walk length 4' slope 1:50 (2%)? 

 curb cuts throughout the park are at various slopes, but none exceeding 8.3%. **  -- 
 Exceptions Used (1, 9, 10) 

 35 Do all curb cuts have a 1' grooved border at the top, w/ groves .25" by .25" tall? 

 curb cuts in parking lots have grooves spaced every 6"  --Exceptions Used (1, 9, 10) 

 curb cut at bottom of park (on Kearney) has no grooves  --Exceptions Used (1, 9, 10) 

 37 Do all curb cuts with slop >1:15 (6.7%) have a 'detectable warning surface'?  
 (visually contracting, raised, truncated domes .9" dia. base, tapering to .45" dia.  
 At the top; .2" tall spaced at 2.35" 

 Bottom of park on Kearney no warning surface  --Exceptions Used (1, 9, 10) 

 curb cuts at Rose and Kearney, Rose and Dempsey has the old arrow warning surfaces  -- 
 Exceptions Used (1, 9, 10) 

 156 Are all spots within all stairways within 30" away from any handrail? 

 stairs next to skate park are 65" wide, 32.5 from middle (and to a rail)  --Exceptions Used (1,  
 9, 10) 

 160 Are the tops of all handrail grips located between 34-38" high above the ground? 

 handrails are 32" above the ground on stairway at west end of western parking lot  -- 
 Exceptions Used (1, 9, 10) 

 213 Are all pictograms min 6" tall? 

 pictograms only 5" tall  --Exceptions Used (1, 9, 10) 

 246 Are all urinal rims max 17" high off the floor and projecting 14-17" from the  

 urinals project 21" from wall  --Exceptions Used (1, 9, 10) 



 Location Name: Community Park 
 295, 296, 297, 298, 299, 300, 301 

 Standards Not Met: 

 12 Is sufficient van-accessible parking available (9' by 8 ft' and 98" vertical  
 clearance) (Min 1 of every 8 accessible spaces - at least 1 per parking area or lot) 

 No van accessible spaces. Accessible space are only 5' wide. 

 20 Is there a 3' by 3' accessibility symbol on the surface of each accessible space? 

 all symbols exist but need to be repainted 

 22 Is there an "unauthorized parking" sign min 17" by 22" with lettering 1" high,  
 stating vehicles without disabled placards/license plates will be towed at owners  

 no towing warning sign in eastern lot 

 23 Is there a place below all accessibility signs stating "Min Fine $250" or similar? 

 no plate warning of fine in eastern lot 

 25 Is there a 3' strip 'on center' and 12" high 'No Parking' label on all access aisles? 

 stripe exists but needs to be repainted; No "no parking" label 

 26 Is there a painted blue border on all access aisles? 

 access aisles are bordered in white, need to be repainted 

 48 Is there a handrail on both sides of all ramps? (Exceptions: at exterior door  
 landings, ramps less than 6" rise or 6' length) 

 handrails on one side only on all ramps in park 

 49 Are all handrails parallel to the ground, continuous, full-length 34-38" high,  
 extending min 1' beyond the ramp's top and bottom, and returned to the post? 

 All handrails are 30.5 to 31.5" high 

 152 Are all exterior stairs marked with strips of contrasting color 2-4" deep on all  

 no color on exterior stairs except those by the giant concrete slide 

 156 Are all spots within all stairways within 30" away from any handrail? 

 Stairs at corner of Rose & Kearney: are 84" wide (42" from middle to a rail) 

 160 Are the tops of all handrail grips located between 34-38" high above the ground? 

 Stairs from middle of western parking lot to picnic area: handrails at 30" 

 Stairways at Rose & Kearney: handrails are 30" above ground 

 201 Is there a minimum of one International Symbol of Accessibility sign at every  
 accessible passenger loading zone, parking space (except where the total parking  
 spaces provided are max 5), entrance, toilet/bathing facility, and area of refuge? 

 no accessibility signs at restrooms at concessions hut 

 228 Is there an automatic closing device on stall doors (70°, 3s, 3" same as others)? 

 no automatic closing devices on any accessible stalls 



 Location Name: Community Park 
 238 Is there smooth, hard, non-absorbent flooring extending up the walls min 5" tall & 
  does such flooring extend min 48" high within 24" of all urinal sides? 

 flooring in bathroom near play area only extends 5" high next to ** 

 261 Is there a grab bar behind the toilet and on nearest sidewall in each accessible  

 Men's restroom near play area: sidewall grab bar is missing 

 263 In the restroom, are all accessories' usable parts located max reach height 40"  
 above the floor? 

 all paper towel dispensers are at 55" high 

 265 In the restroom, are all accessible sink basins max 6.5" deep? 

 plumbing parts protrude 8.5" from wall 

 269 Are all toilet paper dispensers max 12" away from the front of the toilet seat? 

 dispensers are 18" from front of toilet seat at concessions area 

 271 Are all toilet paper dispensers' front edges max 36" away from the rear wall? 

 dispensers are 44" from back wall at concessions area 



 Location Name: Duncan Graham Park 

 Standards Met: 
 32, 33, 35, 36, 37, 54, 55, 56, 57, 58, 61, 62, 63, 64, 65, 66, 67, 71 

 Exceptions: 

 11 Is sufficient accessible parking available? (min 9' by 5' access aisle) (1-25 total =  
 1; 26-50 = 2; 51-75 = 3; 76-100 = 4; 101-150 = 5; 151-200 = 6 

 Street Parking Only  --Exceptions Used (1, 3, 9, 10) 

 12 Is sufficient van-accessible parking available (9' by 8 ft' and 98" vertical  
 clearance) (Min 1 of every 8 accessible spaces - at least 1 per parking area or lot) 

 Street Parking Only  --Exceptions Used (1, 3, 9, 10) 

 Standards Not Met: 

 31 Is there a curb cut at or near every driveway, parking space and loading zone? 

 curb cut is only at the NW corner of the park, not near play equipment 

 34 Are all curb cuts min 4' w with max street slope 1:20 (5%), max ramp slope 1:12  
 (8.33%), max side slope 1:10 (10%), and side walk length 4' slope 1:50 (2%)? 

 curb cut ramp slope is 17.4% 

 50 Are all ramps not bounded by a wall or fence and with a vertical drop exceeding  
 4" guided by a warning curb min 2" high or wheel rail 2-4" high on each side? 

 curb cut is only at the NW corner of the park, not near play equipment 

 70 Are all walkways 48" wide with no steps or abrupt level changes exceeding .25"? 

 walkways are only 41.5" wide and are overgrown with grass 



 Location Name: Ethelree Saraiva Park 

 Standards Met: 
 30, 31, 32, 33, 35, 36, 37, 55, 56, 57, 58, 61, 62, 63, 64, 65, 66, 67, 70, 71, 148, 149, 150, 151,  
 155, 156, 158, 161, 162, 163, 164, 165, 166, 167, 182 

 Standards Not Met: 

 34 Are all curb cuts min 4' w with max street slope 1:20 (5%), max ramp slope 1:12  
 (8.33%), max side slope 1:10 (10%), and side walk length 4' slope 1:50 (2%)? 

 Curb cuts from entrance at south end of park have slopes of 10.7% 

 54 Is every path of travel on the property accessible? 

 there is a 6-8" drop from the path to the play structure area onto the sand, drop must be .5" 

 152 Are all exterior stairs marked with strips of contrasting color 2-4" deep on all  

 no strips of contrasting color on stair treads 

 154 Are all color strips max 1" from each tread's edge, and extending its full width? 

 no strips of contrasting color on stair treads 

 157 Are all handrails between 1 1/4 - 1 1/2" in diameter? 

 handrails on stairs are 2" in diameter. 

 160 Are the tops of all handrail grips located between 34-38" high above the ground? 

 the top steps handrails at the north end of the park are 33" tall and 41.5" tall 



 Location Name: Fire Museum 

 Standards Met: 
 13, 15, 18, 30, 31, 34, 36, 54, 55, 56, 58, 61, 62, 63, 64, 67, 69, 70, 71, 72, 74a, 77, 78, 79, 80,  
 81, 82, 83, 85, 86, 90, 93, 94, 96, 97, 103, 104, 106, 110, 165, 166, 167, 184, 196, 209, 218,  
 220, 221, 225, 230, 245, 249, 250, 251, 252, 253, 254, 257, 258, 259, 260, 262, 263, 265, 267,  
 268, 269, 270, 271, 272, 273, 276, 278, 281, 282, 283, 284, 319, 320, 321, 324, 342 

 Exceptions: 

 11 Is sufficient accessible parking available? (min 9' by 5' access aisle) (1-25 total =  
 1; 26-50 = 2; 51-75 = 3; 76-100 = 4; 101-150 = 5; 151-200 = 6 

   --Exceptions Used () 

 14 Are all accessible spaces and access aisles, van or otherwise, min 18' long? 

 painted to 15' long, but counting open space meets 18'  --Exceptions Used (1, 9, 10) 

 98 Usual Max Occupancy 9: Is there clear space min 36" wide when entering, turning 
  and leaving while traveling around any obstruction <48" wide? 

 Most clear spaces around objects only 32" wide; however, this is a physical limitation  
 necessitated by the  size of building and number of objects. The volunteer guests in  
 wheelchairs are common and are able to navigate without incident  --Exceptions Used (1, 9,  

 181 Are all obstructions max 34" high by 24" deep all for accessible side reaches? 

 counters in kitchen 3' high  --Exceptions Used (1, 9, 10) 

 185 Are the bottom edges of all electrical receptacle outlets min 15" above the floor? 

 outlets located 10-13" high  --Exceptions Used (1, 9, 10) 

 226 Is there min 60" wide x 48" deep clear space at every single accommodation  

 60 by 35" clear space, restraint caused by building size  --Exceptions Used (1, 9, 10) 

 264 In the restroom, are all accessible sink bottoms/rims min 29"/max 34" high above  
 the floor? 

 skink rim 35.5" high  --Exceptions Used (1, 9, 10) 

 266 In the restroom, are all plumbing parts under the sink's apron projecting max 6"  
 from the wall? 

 Women's restroom: project 10"  --Exceptions Used (1, 9, 10) 

 Men's restroom: project 13"  --Exceptions Used (1, 9, 10) 

 271 Are all toilet paper dispensers' front edges max 36" away from the rear wall? 

 the toilet paper dispenser is 43" away from rear wall  --Exceptions Used (1, 9, 10) 

 274 In the restroom, are all sidewall grab bars 42" long with centers 33" high above  
 the floor? 



 Location Name: Fire Museum 
 grab bars centered at 35.5" above the floor  --Exceptions Used (1, 9, 10) 

 275 In the restroom, are all sidewall grab bars' back/front ends 12"/54" from the back  
 wall? 

 back 6" from rear wall, front 48"  --Exceptions Used (1, 9, 10) 

 322 In the kitchen, are all countertops located between 28"-34" high above the floor? 

 countertops at 3'  --Exceptions Used (1, 9, 10) 

 323 In the kitchen, are all sinks and sink workspaces 30" wide & adjustable 28"-34"  
 high off the floor? 

 not adjustable but ok  --Exceptions Used (1, 9, 10) 

 Standards Not Met: 

 11 Is sufficient accessible parking available? (min 9' by 5' access aisle) (1-25 total =  
 1; 26-50 = 2; 51-75 = 3; 76-100 = 4; 101-150 = 5; 151-200 = 6 

 sufficient space but no accessible aisle; recommend repainting the adjacent space as aisle 

 17 Are all accessible spaces not adjacent to a curb/barrier buffered by a "wheel stop"? 

 no wheel stop 

 20 Is there a 3' by 3' accessibility symbol on the surface of each accessible space? 

 symbol exists but needs to be repainted 

 21 Is there a permanent accessibility sign (min 70" sq) nearby to each accessible  

 no sign 

 23 Is there a place below all accessibility signs stating "Min Fine $250" or similar? 

 no plate 

 35 Do all curb cuts have a 1' grooved border at the top, w/ groves .25" by .25" tall? 

 no grooved border at top of curb cuts 

 75 Is there an accessibility sign posted at each accessible entrance and major  

 no signage posted 

 84 Are all door handles between 30-44" high and operable with one closed fist? 

 all doors except front and north to meeting area have knobs 

 108 Are all floor surfaces stable, firm and slip-resistant? Are all carpets and tiles secure? 

 meeting room, hall, entryway, and kitchen have floor which would be slippery when wet 

 172 Is there a sufficient number of visual alarms used? (Tables 39-1, 39-2 at p. 95-95) 

 no alarm system or sprinklers 

 174 Are all objects located between 15-48" high above the ground forward reaches? 



 Location Name: Fire Museum 
 objects on top of stove oven shelf are 56.6-64" high 

 261 Is there a grab bar behind the toilet and on nearest sidewall in each accessible  

 Men's Restroom: no grab bars 

 279 In the restroom, are the bottom edges of accessible mirrors mounted max 40" high 
  above the floor? 

 Women's Restroom: mirror 43.5" high 

 Men's restroom: mirror 45" high 

 343 Is there a touch latch or U-shaped pull handle on every storage space door? 

 no latches or handles on storage doors, 

 Standards Met: 
 11, 12, 13, 14, 15, 18, 19, 20, 21, 22, 23, 25, 26, 27, 29, 30, 31, 32, 34, 36, 38, 39, 42, 43, 44,  
 45, 46, 47, 48, 49, 50, 54, 55, 56, 57, 58, 61, 62, 63, 65, 66, 67, 69, 70, 71, 72, 74a, 77, 78, 80,  
 82, 83, 84, 85, 86, 90, 93, 94, 96, 97, 98, 99, 100, 101, 102, 108, 109, 110, 111, 165, 174, 175,  
 176, 177, 178, 179, 180, 181, 182, 184, 185, 196, 201, 209, 210, 211, 212, 213, 342, 343, 344 

 Exceptions: 

 35 Do all curb cuts have a 1' grooved border at the top, w/ groves .25" by .25" tall? 

 no grooved boarder at curb cut at intersection next to fire station  --Exceptions Used (1, 9, 10) 

 Standards Not Met: 

 202 Is there a sign at every accessible path of travel that points to accessible entrances? 

 no signage pointing to accessible entrances 



 Location Name: First Street Green 

 Standards Met: 
 11, 12, 13, 14, 15, 16, 17, 18, 19, 20, 21, 22, 25, 26, 27, 28, 29, 30, 31, 32, 33, 34, 35, 36, 37,  
 54, 55, 56, 57, 58, 61, 62, 63, 64, 65, 66, 67, 70, 71, 201, 209, 210, 211 

 Standards Not Met: 

 218 Is there minimum one restroom, if available to the public, each gender can  

 the Port-A-Potty is locked. 

 259 Is there min 30" wide, 27" high, 8" deep knee clearance under the sink? 

 there is no clear space under the portable sink next to the Port-A-Potty. Further, the sink  
 operates by foot pump which is not accessible. 



 Location Name: Fitzgerald Field 

 Standards Met: 
 13, 14, 20, 30, 31, 32, 35, 36, 38, 39, 42, 45, 46, 47, 48, 51, 54, 55, 56, 57, 58, 59, 61, 62, 63,  
 64, 67, 70, 71, 72, 74a, 77, 79, 80, 82, 85, 86, 87, 94, 97, 98, 99, 100, 101, 102, 103, 104, 105,  
 106, 107, 108, 109, 110, 148, 149, 150, 151, 154, 155, 158, 165, 166, 167, 174, 175, 176, 177,  
 178, 179, 180, 184, 218 

 Exceptions: 

 34 Are all curb cuts min 4' w with max street slope 1:20 (5%), max ramp slope 1:12  
 (8.33%), max side slope 1:10 (10%), and side walk length 4' slope 1:50 (2%)? 

 street slope at cuts next to main entrance on street to the south are 10% northern side and  
 9% southern side. Ramp slope is 12% on south side. The sidewalk length is 0 and also not  
 depressed below adjacent  --Exceptions Used (1, 9, 10) 

 street slope of SW corner 12% (south) and 9% (west); ramp slope of SW corner 10.5%  -- 
 Exceptions Used (1, 9, 10) 

 37 Do all curb cuts with slop >1:15 (6.7%) have a 'detectable warning surface'?  
 (visually contracting, raised, truncated domes .9" dia. base, tapering to .45" dia.  
 At the top; .2" tall spaced at 2.35" 

 Cuts next to entrance, northern side have no detectable warning while being at 7%. On the  
 southern side the grooves are old, worn and need to be updated  --Exceptions Used (1, 9, 10) 

 SW corner has old grooves and needs to be updated (south) and no detectable warning on  
 surface whatsoever (west)  --Exceptions Used (1, 9, 10) 

 49 Are all handrails parallel to the ground, continuous, full-length 34-38" high,  
 extending min 1' beyond the ramp's top and bottom, and returned to the post? 

 Handrails at main entrance are 41.5" high with intermediate rails at 27.5" high. Further, they  
 do not extend past either top or bottom ramp  --Exceptions Used (1, 9, 10) 

 69 Is there clear space 48"/60" wide x 44"/60" long, with slope max 1:50 (2%) on all  
 walkways adjacent to a door or gate swinging away/towards them? 

 walkways to restrooms only 43" wide, this cannot be fixed without remodeling stands  -- 
 Exceptions Used (1, 9, 10) 

 73 Are all grate openings perpendicular to the direction of travel & max 1/2" wide? 

 grate openings are 2" wide, though not in a public area.  --Exceptions Used (1, 9, 10) 

 83 Are all doors min 36" wide x 80" high? 

 door to announcing/control room is 31 by 75", would have to remodel structure to fix  -- 
 Exceptions Used (1, 9, 10) 

 95 Is there a ramp, lift or elevator to all public levels? 

 no ramp to PA box  --Exceptions Used (1, 9, 10) 

 110 Are all changes in level 1/4"-1/2" beveled at a max ratio of 1 unit rise to 2 units  

 stadium style seating requires stairs  --Exceptions Used (1, 9, 10) 

 157 Are all handrails between 1 1/4 - 1 1/2" in diameter? 



 Location Name: Fitzgerald Field 
 all handrails to spectator area are 2.5 to 3.5"  --Exceptions Used (1, 9, 10) 

 160 Are the tops of all handrail grips located between 34-38" high above the ground? 

 all interior handrails are 42.5 to 49.5" high (exterior fine)  --Exceptions Used (1, 9, 10) 

 183 Are all cashier/food pickup counters built with an accessible section max 3' high? 

 all food counters are 43" for pickup  --Exceptions Used (1, 9, 10) 

 Standards Not Met: 

 11 Is sufficient accessible parking available? (min 9' by 5' access aisle) (1-25 total =  
 1; 26-50 = 2; 51-75 = 3; 76-100 = 4; 101-150 = 5; 151-200 = 6 

 accessible space exists, however is only 8' w and no painted access aisle 

 14 Are all accessible spaces and access aisles, van or otherwise, min 18' long? 

 could be solved by making the spot closest to the street and ball field the accessible 

 17 Are all accessible spaces not adjacent to a curb/barrier buffered by a "wheel stop"? 

 wheel stops needed at all parking spaces which are directly adjacent to stands and two left  
 most spaces at back of lot furthest from street 

 18 Are all accessible spaces connected to the shortest accessible path to the facility? 

 could be solved by making the spot closest to the street and ball field the accessible 

 21 Is there a permanent accessibility sign (min 70" sq) nearby to each accessible  

 no sign 

 50 Are all ramps not bounded by a wall or fence and with a vertical drop exceeding  
 4" guided by a warning curb min 2" high or wheel rail 2-4" high on each side? 

 no warning curb or wheel guide on main street entrance ramp, could be  corrected without  
 need for remodel 

 52 Do all guardrails have intermediate rails so a 4" diameter sphere can't pass  

 guardrails by separated by 9, 9 and 11.5" from top to bottom, more 

 53 Do all guardrails prevent a 4"6" d. sphere from passing under it on landings/stairs? 

 11.5" gap from bottom rail to ramp surface 

 65 Is every walkway with a vertical drop .5 - 4" conforming to requirements for ramps? 

 dirt or wood chipping need to be filled up to sidewalk level from east side of main entrance to  
 parking lot driveway to south of ballpark. Currently there are unpredictable drops from 1-13". 

 75 Is there an accessibility sign posted at each accessible entrance and major  

 no accessibility signage 

 84 Are all door handles between 30-44" high and operable with one closed fist? 

 6 bathroom door handles located 44-48" high. None of the interior doors can be opened with a  
 closed fist 



 Location Name: Fitzgerald Field 
 152 Are all exterior stairs marked with strips of contrasting color 2-4" deep on all  

 only color strips are on bottom of interior stairs 

 156 Are all spots within all stairways within 30" away from any handrail? 

 both eastern most stairways are 46" from any handrail 

 161 Are all handrail ends extending parallel min 12" past the edge of the last stair  

 handrails only extend at tops of interior stairs and bottom 

 185 Are the bottom edges of all electrical receptacle outlets min 15" above the floor? 

 control 11" above the ground, receptacle in center of 

 201 Is there a minimum of one International Symbol of Accessibility sign at every  
 accessible passenger loading zone, parking space (except where the total parking  
 spaces provided are max 5), entrance, toilet/bathing facility, and area of refuge? 

 no signs at entrance or restrooms 

 202 Is there a sign at every accessible path of travel that points to accessible entrances? 

 no directional signage 



 Location Name: Francesca Terrace Park 

 Standards Met: 
 3, 13, 14, 16, 17, 20, 21, 22, 23, 24, 25, 26, 27, 28, 29, 31, 32, 33, 35, 36, 37, 55, 58, 62, 63,  
 64, 65, 66, 67, 70, 71, 165, 201, 209, 210, 211, 287, 290, 292, 293a, 296, 297, 298, 299, 300 

 Exceptions: 

 218 Is there minimum one restroom, if available to the public, each gender can  

 There is a Port-A-Potty conforming to accessibility requirements  --Exceptions Used () 

 221 Is there a sign outside every restroom identifying it as such? 

 There is a Port-A-Potty conforming to accessibility requirements  --Exceptions Used () 

 224 Is there a slide/flip-over/loop-style latch on all single-toilet doors and stalls? 

 There is a Port-A-Potty conforming to accessibility requirements  --Exceptions Used () 

 228 Is there an automatic closing device on stall doors (70°, 3s, 3" same as others)? 

 There is a Port-A-Potty conforming to accessibility requirements  --Exceptions Used () 

 Standards Not Met: 

 11 Is sufficient accessible parking available? (min 9' by 5' access aisle) (1-25 total =  
 1; 26-50 = 2; 51-75 = 3; 76-100 = 4; 101-150 = 5; 151-200 = 6 

 the one accessible space is only 7.5 feet wide 

 12 Is sufficient van-accessible parking available (9' by 8 ft' and 98" vertical  
 clearance) (Min 1 of every 8 accessible spaces - at least 1 per parking area or lot) 

 the one accessible space is only 7.5 feet wide 

 14 Are all accessible spaces and access aisles, van or otherwise, min 18' long? 

 there is no access aisles 

 15 Are all accessible spaces connected to an accessible path of travel 4' w that does  
 not require users to talk behind parked cars other than their own? 

 the accessible space is the furthest space from the only curb cut providing access to the  
 park. There is no path of travel except behind other cases. 

 19 Do all access aisles allow the use of car doors on both sides? 

 there is no access aisles 

 34 Are all curb cuts min 4' w with max street slope 1:20 (5%), max ramp slope 1:12  
 (8.33%), max side slope 1:10 (10%), and side walk length 4' slope 1:50 (2%)? 

 the curb cut into the park has ramp slope of 13% 

 54 Is every path of travel on the property accessible? 



 Location Name: Francesca Terrace Park 
 There is a 2" drop from the path into the play structure area, max allowed drop is .5" 

 the paths around the picnic area are badly cracked and broken. They need to be repaved 

 the path to the horseshoe pits is unpaved. 

 166 Is min 5% (min one unit) of fixed, table, and counter seating accessible? 

 the picnic table has only 28.5" of clear width 

 289 Is there min 30" wide x 27" high x 8" deep clear knee space below every fountain? 

 only 2' high clear knees space 

 291 Is there minimum one fountain with one low and one high spout, accommodating  
 wheelchair users and persons who have trouble bending or stooping respectively? 

 no high low spout only one at med. Height 



 Location Name: Frank Skillman Park 

 Standards Met: 
 30, 31, 34, 35, 36, 55, 56, 58, 61, 62, 63, 64, 67, 71, 165, 166, 167, 182, 286, 289, 290, 291,  
 292, 293a, 296, 297, 298, 299, 300 

 Exceptions: 

 11 Is sufficient accessible parking available? (min 9' by 5' access aisle) (1-25 total =  
 1; 26-50 = 2; 51-75 = 3; 76-100 = 4; 101-150 = 5; 151-200 = 6 

 Street Parking Only  --Exceptions Used (1, 3, 9, 10) 

 12 Is sufficient van-accessible parking available (9' by 8 ft' and 98" vertical  
 clearance) (Min 1 of every 8 accessible spaces - at least 1 per parking area or lot) 

 Street Parking Only  --Exceptions Used (1, 3, 9, 10) 

 37 Do all curb cuts with slop >1:15 (6.7%) have a 'detectable warning surface'?  
 (visually contracting, raised, truncated domes .9" dia. base, tapering to .45" dia.  
 At the top; .2" tall spaced at 2.35" 

 has the old-style arrow grooves warning surface  --Exceptions Used (1, 9, 10) 

 54 Is every path of travel on the property accessible? 

 picnic area is not accessible. At the least, the table needs to be connected to the walkway by 
  concrete. However, as the ground is level, that is enough for now.  --Exceptions Used (1, 9,  

 201 Is there a minimum of one International Symbol of Accessibility sign at every  
 accessible passenger loading zone, parking space (except where the total parking  
 spaces provided are max 5), entrance, toilet/bathing facility, and area of refuge? 

 Street Parking Only  --Exceptions Used (1, 3, 9, 10) 

 Standards Not Met: 

 57 Is there an accessible path of travel w/o stairs connecting all buildings and  

 only one corner of the play area is accessible. The rest is bordered by a drop-off of 14-18"  
 from the walkway to the play area. This is a hazard risk in addition to being an ADA issue.  
 Recommend filling play area to level of walkway. 

 287 Is there min 30" wide x 48" deep clear space in front of minimum one fountain? 

 brush is overgrown next to the fountain preventing access 

 301 Do all accessible spouts deliver water flow at min 4" high above them? 

 water flows only 2" above spout at both spouts 



 Location Name: Gateway Park 

 Standards Met: 
 31, 34, 36, 54, 55, 56, 58, 61, 62, 63, 64, 67, 70, 71, 165, 285, 287, 289, 290, 292, 293a, 296,  
 297, 298, 299, 300, 301 

 Exceptions: 

 11 Is sufficient accessible parking available? (min 9' by 5' access aisle) (1-25 total =  
 1; 26-50 = 2; 51-75 = 3; 76-100 = 4; 101-150 = 5; 151-200 = 6 

 Street Parking Only  --Exceptions Used (1, 3, 9, 10) 

 12 Is sufficient van-accessible parking available (9' by 8 ft' and 98" vertical  
 clearance) (Min 1 of every 8 accessible spaces - at least 1 per parking area or lot) 

 Street Parking Only  --Exceptions Used (1, 3, 9, 10) 

 291 Is there minimum one fountain with one low and one high spout, accommodating  
 wheelchair users and persons who have trouble bending or stooping respectively? 

 One medium height spout only  --Exceptions Used (1, 9, 10) 

 Standards Not Met: 

 35 Do all curb cuts have a 1' grooved border at the top, w/ groves .25" by .25" tall? 

 No grooved border at the top 

 37 Do all curb cuts with slop >1:15 (6.7%) have a 'detectable warning surface'?  
 (visually contracting, raised, truncated domes .9" dia. base, tapering to .45" dia.  
 At the top; .2" tall spaced at 2.35" 

 No detectible warning surface 

 57 Is there an accessible path of travel w/o stairs connecting all buildings and  

 Ramp from walkway to play area has a steep drop-off between 4-6" in various parts from  
 concert to bark. Bark should be built up to ramp level. 

 65 Is every walkway with a vertical drop .5 - 4" conforming to requirements for ramps? 

 Ramp from walkway to play area has a steep drop-off between 4-6" in various parts from  
 concert to bark. Bark should be built up to ramp level. 

 66 Is there a warning curb min 6" tall boarding the sides of all vertical drops >4"  
 (exceptions: walkways adjacent to streets or driveways and handrails w/ guiderail  
 2-4' off the ground, max 5% slope) 

 Ramp from walkway to play area has a steep drop-off between 4-6" in various parts from  
 concert to bark. Bark should be built up to ramp level. 



 Location Name: Jack London Park 

 Standards Met: 
 11, 13, 14, 15, 18, 19, 20, 30, 31, 32a, 36, 54, 55, 56, 58, 61, 62, 63, 67, 69, 70, 71, 72, 74, 75,  
 77, 78, 80, 82, 83, 84, 85, 86, 149, 150, 151, 155, 156, 157, 164, 165, 208, 209, 210, 212, 213,  
 214, 215, 218, 220, 221, 223, 224, 227, 228, 229, 230, 231, 233, 234, 235, 237, 239, 240, 241,  
 243, 245, 246, 247, 249, 251, 252, 253, 254, 255, 256, 258, 259, 260, 261, 262, 264, 265, 266,  
 267, 268, 269, 270, 271, 272, 273, 274, 275, 276, 277, 278, 279, 281, 282, 283, 284, 285, 286,  
 287, 289, 290, 291, 292, 293a, 294, 295, 296, 297, 298, 299, 300, 301 

 Exceptions: 

 34 Are all curb cuts min 4' w with max street slope 1:20 (5%), max ramp slope 1:12  
 (8.33%), max side slope 1:10 (10%), and side walk length 4' slope 1:50 (2%)? 

 Ramp slope is 12%  --Exceptions Used (1, 9, 10) 

 37 Do all curb cuts with slop >1:15 (6.7%) have a 'detectable warning surface'?  
 (visually contracting, raised, truncated domes .9" dia. base, tapering to .45" dia.  
 At the top; .2" tall spaced at 2.35" 

 Detectable warning surfaces at parking lot curb cuts are of the old arrow style  --Exceptions  
 Used (1, 9, 10) 

 166 Is min 5% (min one unit) of fixed, table, and counter seating accessible? 

 Picnic tables are only 28" across, 17.5" knee depth  --Exceptions Used (1, 9, 10) 

 167 Is there min 30w x 27h x 19"deep-knee space at access. tables/counters? (does not  
 apply to check-out or non-seating service counters) Max 19" deep clear knee space 
  can be used for clear floor space depth req's. 

 Picnic tables are only 28" across, 17.5" knee depth  --Exceptions Used (1, 9, 10) 

 182 Are all accessible table/counter tops min 3' w and 28-34" above the floor? 

 Picnic tables are only 28" across, 17.5" knee depth  --Exceptions Used (1, 9, 10) 

 Standards Not Met: 

 12 Is sufficient van-accessible parking available (9' by 8 ft' and 98" vertical  
 clearance) (Min 1 of every 8 accessible spaces - at least 1 per parking area or lot) 

 No van accessible spots.  Access aisle for current spots only 7" wide.  Recommend  
 converting the unmarked on the SE edge of lot. 

 21 Is there a permanent accessibility sign (min 70" sq) nearby to each accessible  

 No accessibility/unauthorized parking signs 

 22 Is there an "unauthorized parking" sign min 17" by 22" with lettering 1" high,  
 stating vehicles without disabled placards/license plates will be towed at owners  

 No accessibility/unauthorized parking signs 



 Location Name: Jack London Park 
 23 Is there a place below all accessibility signs stating "Min Fine $250" or similar? 

 No accessibility/unauthorized parking signs 

 24 Is there a plate below all van-accessible space signs designating them as such? 

 No accessibility/unauthorized parking signs 

 25 Is there a 3' strip 'on center' and 12" high 'No Parking' label on all access aisles? 

 There is a 3' stripe but no "No Parking" label 

 26 Is there a painted blue border on all access aisles? 

 border is white 

 27 Are all accessibility signs located so a vehicle cannot obscure them (2' from curb)? 

 No accessibility/unauthorized parking signs 

 29 Are all accessibility signs located in the path of travel min 80" off the ground? 

 No accessibility/unauthorized parking signs 

 35 Do all curb cuts have a 1' grooved border at the top, w/ groves .25" by .25" tall? 

 No grooved border at top of curb cut at corner of Rose and Solano 

 37 Do all curb cuts with slop >1:15 (6.7%) have a 'detectable warning surface'?  
 (visually contracting, raised, truncated domes .9" dia. base, tapering to .45" dia.  
 At the top; .2" tall spaced at 2.35" 

 No detectable warning surface on curb cut at corner of Rose and Solano 

 57 Is there an accessible path of travel w/o stairs connecting all buildings and  

 drops from 2.5-7.5" from walkways to play area sand fills. 

 64 Is there max 1:2 (50%) beveled slopes on all vertical drops between .25-.5"? 

 drops from 2.5-7.5" from walkways to play area sand fills. 

 65 Is every walkway with a vertical drop .5 - 4" conforming to requirements for ramps? 

 drops from 2.5-7.5" from walkways to play area sand fills. 

 66 Is there a warning curb min 6" tall boarding the sides of all vertical drops >4"  
 (exceptions: walkways adjacent to streets or driveways and handrails w/ guiderail  
 2-4' off the ground, max 5% slope) 

 drops from 2.5-7.5" from walkways to play area sand fills. 

 148 Is there a handrail on both sides of every stairway? 

 No handrail on east side of stairway next to the basketball court. 

 152 Are all exterior stairs marked with strips of contrasting color 2-4" deep on all  

 No color strips on any exterior stairs 

 154 Are all color strips max 1" from each tread's edge, and extending its full width? 

 No color strips on any exterior stairs 



 Location Name: Jack London Park 
 160 Are the tops of all handrail grips located between 34-38" high above the ground? 

 Basketball & Ball fields: Handrails are 32-32.5" high 

 162 Are all handrail ends constructed with a smooth return to the post and ground? 

 Basketball & Ball fields: No smooth return on handrails 

 163 Are all handrail end return vertical sections min 12" tall? 

 Basketball & Ball fields: No smooth return on handrails 

 201 Is there a minimum of one International Symbol of Accessibility sign at every  
 accessible passenger loading zone, parking space (except where the total parking  
 spaces provided are max 5), entrance, toilet/bathing facility, and area of refuge? 

 No accessibility/unauthorized parking signs 

 238 Is there smooth, hard, non-absorbent flooring extending up the walls min 5" tall & 
  does such flooring extend min 48" high within 24" of all urinal sides? 

 No flooring extending up walls 

 263 In the restroom, are all accessories' usable parts located max reach height 40"  
 above the floor? 

 Soap dispenser control is 4' above floor 



 Location Name: Jensen Park 

 Standards Met: 
 30, 31, 34, 35, 36, 55, 56, 58, 60, 62, 63, 67, 70, 71, 165, 167, 182 

 Exceptions: 

 11 Is sufficient accessible parking available? (min 9' by 5' access aisle) (1-25 total =  
 1; 26-50 = 2; 51-75 = 3; 76-100 = 4; 101-150 = 5; 151-200 = 6 

 Street Parking Only  --Exceptions Used (1, 9, 10) 

 12 Is sufficient van-accessible parking available (9' by 8 ft' and 98" vertical  
 clearance) (Min 1 of every 8 accessible spaces - at least 1 per parking area or lot) 

 Street Parking Only  --Exceptions Used (1, 3, 9, 10) 

 201 Is there a minimum of one International Symbol of Accessibility sign at every  
 accessible passenger loading zone, parking space (except where the total parking  
 spaces provided are max 5), entrance, toilet/bathing facility, and area of refuge? 

 Street Parking Only  --Exceptions Used (1, 3, 9, 10) 

 Standards Not Met: 

 54 Is every path of travel on the property accessible? 

 Paths would be accessible but walkway to picnic table behind play area is badly cracked.  
 Also it appears that an extra table was removed, cracking the concrete further. 



 Location Name: Lake Herman Park 

 Standards Met: 
 11, 12, 13, 14, 15, 18, 19, 21, 24, 27, 29, 32, 34, 36, 55, 56, 58, 61, 62, 63, 64, 67, 69, 70, 71,  
 72, 74, 77, 201, 209, 210, 211, 218, 219, 220, 224, 225, 226, 227, 228, 230, 231, 233, 236,  
 249, 250, 253, 254, 256, 257, 261, 262, 263, 269, 270, 271, 272, 273, 274, 275, 276, 277, 278,  
 281, 282, 283, 284, 292, 293a, 296, 297, 298, 299, 300 

 Exceptions: 

 30 Is there a curb at every street intersection corner and curb-crossing walkway? 

 No curb cuts, but curb ramps used instead  --Exceptions Used (1, 3, 9, 10) 

 31 Is there a curb cut at or near every driveway, parking space and loading zone? 

 No curb cuts, but curb ramps used instead  --Exceptions Used () 

 35 Do all curb cuts have a 1' grooved border at the top, w/ groves .25" by .25" tall? 

 No curb cuts, but curb ramps used instead  --Exceptions Used () 

 37 Do all curb cuts with slop >1:15 (6.7%) have a 'detectable warning surface'?  
 (visually contracting, raised, truncated domes .9" dia. base, tapering to .45" dia.  
 At the top; .2" tall spaced at 2.35" 

 No curb cuts, but curb ramps used instead  --Exceptions Used () 

 54 Is every path of travel on the property accessible? 

 The paths around the lake and down to water are gravel/dirt roads that are not accessible.  
 Entrance to path is blocked by locked gate. Road should be paved and an accessible path  
 installed around the gate when budget allows.  --Exceptions Used () 

 57 Is there an accessible path of travel w/o stairs connecting all buildings and  

 The paths around the lake and down to water are gravel/dirt roads that are not accessible.  
 Entrance to path is blocked by locked gate. Road should be paved and an accessible path  
 installed around the gate when budget allows.  --Exceptions Used (1, 9, 10) 

 Path around lake is blocked by a locked gate. Accessible path around gate should be  
 provided when budget allows  --Exceptions Used (1, 9, 10) 

 223 Is there minimum one urinal with 30" wide x 48" deep clear space in front of it?  
 (Includes 6" deep space underneath if its bottom is min 9" high off the floor) 

 Pot-A-Potties don't have urinals  --Exceptions Used (1, 9, 10) 

 238 Is there smooth, hard, non-absorbent flooring extending up the walls min 5" tall & 
  does such flooring extend min 48" high within 24" of all urinal sides? 

 Pot-A-Potties don't have urinals  --Exceptions Used (1, 9, 10) 

 286 Is a minimum of 50% of all drinking fountains provided on a floor accessible? 

 Sole water fountain not operational. It would not be accessible without further paving the area. 
   --Exceptions Used (1, 9, 10) 



 Location Name: Lake Herman Park 
 291 Is there minimum one fountain with one low and one high spout, accommodating  
 wheelchair users and persons who have trouble bending or stooping respectively? 

 Only one fountain and it has only one medium height spout  --Exceptions Used (1, 9, 10) 

 Standards Not Met: 

 20 Is there a 3' by 3' accessibility symbol on the surface of each accessible space? 

 Symbols need to be repainted 

 22 Is there an "unauthorized parking" sign min 17" by 22" with lettering 1" high,  
 stating vehicles without disabled placards/license plates will be towed at owners  

 no unauthorized parking sign 

 23 Is there a place below all accessibility signs stating "Min Fine $250" or similar? 

 no fine plate 

 25 Is there a 3' strip 'on center' and 12" high 'No Parking' label on all access aisles? 

 access aisle not painted 

 75 Is there an accessibility sign posted at each accessible entrance and major  

 accessible port-a-potty not labeled as such 

 221 Is there a sign outside every restroom identifying it as such? 

 no sign identifying restrooms 

 301 Do all accessible spouts deliver water flow at min 4" high above them? 

 fountain not operational 



 Location Name: Maria Field 

 Standards Met: 
 30, 32a, 36, 55, 56, 57, 59, 62, 63, 67, 69, 70, 72, 74, 77, 78, 79, 80, 82, 83, 84, 85, 94, 96, 97,  
 98, 99, 100, 101, 102, 104, 105, 106, 108, 109, 110, 165, 174, 175, 176, 177, 178, 179, 180,  
 183, 287, 289, 290, 292, 296, 297, 298, 299, 300 

 Exceptions: 

 7 Is there a parallel 5' w by 20' l access aisle at min 1 (existing) loading zone 

 no loading access zone, but street parking/informal loading zone by sidewalk  --Exceptions  
 Used (1, 9, 10) 

 8 Is the surface slope at all loading zones (if provided) max 1:50 (2%) 

 street and gutter slope, would have to repave whole street  --Exceptions Used (1, 9, 10) 

 11 Is sufficient accessible parking available? (min 9' by 5' access aisle) (1-25 total =  
 1; 26-50 = 2; 51-75 = 3; 76-100 = 4; 101-150 = 5; 151-200 = 6 

 Street Parking Only  --Exceptions Used (1, 9, 10) 

 31 Is there a curb cut at or near every driveway, parking space and loading zone? 

 very few curb cuts along the street, only on corners and one in the middle of street to the  
 south  --Exceptions Used (1, 9, 10) 

 33 Are all curb cuts where the sidewalk is <60" w depressed to street level at the curb  
 cut, with the ramps up to the sidewalk level located on the sidewalk itself? 

 all sidewalks are old can change curb cut when they are reformed  --Exceptions Used (1, 9,  

 58 Is there an accessible path of travel as close the general public's route as feasible? 

 starts on the west side of the field too close to water fountain, rear lip of concrete path  
 behind it, can fix when repaving  --Exceptions Used (1, 9, 10) 

 63 Is there a max .25" total vertical cross-slope on the all walkways? 

 incomplete potions of asphalt need to be flattened during repaving  --Exceptions Used (1, 9,  

 181 Are all obstructions max 34" high by 24" deep all for accessible side reaches? 

 3' high  --Exceptions Used (1, 9, 10) 

 291 Is there minimum one fountain with one low and one high spout, accommodating  
 wheelchair users and persons who have trouble bending or stooping respectively? 

 add a low spout when redoing  --Exceptions Used (1, 9, 10) 



 Location Name: Maria Field 

 Standards Not Met: 

 6 Are all bus route identification signs compliant with all sign requirements? 

 no bus stop sign; appears to have been stolen 

 10 Are all loading zones (if any are provided) identified by a sign stating "Passenger  
 Loading Zone Only" with an accompanying International Symbol of Accessibility? 

 no passenger loading zone sign or symbol of accessibility 

 34 Are all curb cuts min 4' w with max street slope 1:20 (5%), max ramp slope 1:12  
 (8.33%), max side slope 1:10 (10%), and side walk length 4' slope 1:50 (2%)? 

 ramp slope 13% no sidewalk length extending from ramp 

 35 Do all curb cuts have a 1' grooved border at the top, w/ groves .25" by .25" tall? 

 no grooved border 

 37 Do all curb cuts with slop >1:15 (6.7%) have a 'detectable warning surface'?  
 (visually contracting, raised, truncated domes .9" dia. base, tapering to .45" dia.  
 At the top; .2" tall spaced at 2.35" 

 no detectable warning surface 

 61 Are all accessible path of travel min 3' wide, stable/firm/ smooth & slip-resistant? 

 walkways need to be swept for dirt periodically; not stable 

 71 Are all walkways covered with regular slip-resistant finish on slopes under 1:16.67  
 (6%) and fully slip-resistant finish on slopes over 1:16.67 (6%)? 

 no slip resistant surface 

 182 Are all accessible table/counter tops min 3' w and 28-34" above the floor? 

 picnic table tops only: 29"w from open sections available to wheel chair users 

 201 Is there a minimum of one International Symbol of Accessibility sign at every  
 accessible passenger loading zone, parking space (except where the total parking  
 spaces provided are max 5), entrance, toilet/bathing facility, and area of refuge? 

 no accessibility sign at landing zone next to ballpark on to the north and west sides 

 286 Is a minimum of 50% of all drinking fountains provided on a floor accessible? 

 only one fountain not accessible 

 288 Is there min 32"/36" wide clear space at the edge of all alcoves with drinking  
 fountains max 24"/ >24" deep? 

 no alcove, in the middle of path 

 301 Do all accessible spouts deliver water flow at min 4" high above them? 

 spout blocked, very little water flow. Needs to be cleaned 



 Location Name: Ninth Street Park 

 Standards Met: 
 11, 12, 13, 14, 15, 18, 19, 21, 27, 29, 30, 31, 36, 39, 42a, 55, 56, 58, 61, 62, 63, 67, 69, 70, 71,  
 72, 74, 78, 80, 82, 83, 84, 85, 86, 88, 89, 90, 94, 97, 98, 99, 102, 109, 148, 150, 151, 155, 160,  
 161, 162, 163, 164, 165, 174, 178, 179, 180, 181, 182, 184, 185, 209, 210, 218, 220, 221, 223,  
 224, 227, 229, 230, 231, 233, 234, 235, 237, 238, 239, 240, 245, 246, 247, 249, 252, 253, 254,  
 255, 256, 258, 259, 260, 261, 263, 264, 265, 266, 267, 268, 269, 270, 271, 272, 273, 274, 275,  
 276, 277, 278, 281, 282, 284, 285, 289, 300, 301 

 Exceptions: 

 34 Are all curb cuts min 4' w with max street slope 1:20 (5%), max ramp slope 1:12  
 (8.33%), max side slope 1:10 (10%), and side walk length 4' slope 1:50 (2%)? 

 northern most curb cut by accessible parking space has a 9% street slope and a 14% ramp  
 slope. In the middle there is a 9.5% street slope and 15% ramp slope  --Exceptions Used (1,  
 9, 10) 

 35 Do all curb cuts have a 1' grooved border at the top, w/ groves .25" by .25" tall? 

 top and middle curb cuts have no grooved border  --Exceptions Used (1, 9, 10) 

 37 Do all curb cuts with slop >1:15 (6.7%) have a 'detectable warning surface'?  
 (visually contracting, raised, truncated domes .9" dia. base, tapering to .45" dia.  
 At the top; .2" tall spaced at 2.35" 

 top and middle curb cuts have no warning surface ** has grooves all the way up the ramp  
 currently  --Exceptions Used (1, 9, 10) 

 38 Is the slope and cross-slope of every ramp a max ratio of 1:12 (8.33%) / 1:50  

 ramps around breach area are 11.5-21.5%  --Exceptions Used (1, 3, 9, 10) 

 ramps down to docking area are 10-16%  --Exceptions Used (1, 3, 9, 10) 

 42b Are bottom landings min (same as ramp) wide and min 6' long? 

 bottom landing at beach entrance: ramp is 53" long. This would require heavy construction to  
 fix  --Exceptions Used (1, 3, 9, 10) 

 43 Is there a level landing at each 30" max vertical rise of all ramps? (1:12=30' long, 
  1:13=32.5,..14=35, 15=37.5, 16=40, 17=42.5…) 

 no intermediate landing on either boat ramp or beach ramp  --Exceptions Used (1, 3, 9, 10) 

 54 Is every path of travel on the property accessible? 

 all paths except to boat launch and beach are accessible  --Exceptions Used (1, 3, 9, 10) 

 157 Are all handrails between 1 1/4 - 1 1/2" in diameter? 

 handrails at 2" in diameter  --Exceptions Used (1, 3, 9, 10) 

 291 Is there minimum one fountain with one low and one high spout, accommodating  
 wheelchair users and persons who have trouble bending or stooping respectively? 

 both fountains have 1 medium height spout only  --Exceptions Used (1, 3, 9, 10) 



 Location Name: Ninth Street Park 
 298 Are all accessible spouts' bubblers max 6" from the fountain's front edge? 

 fountain near bathrooms: spout 9.5" from front edge  --Exceptions Used (1, 3, 9, 10) 

 Standards Not Met: 

 16 Are all accessible spaces adjacent to sidewalks 6' w buffered by a "wheel stop"  
 located 24" away from the curb, measure toward the space? 

 no wheel stops for any spaces either next to sidewalks or street 

 20 Is there a 3' by 3' accessibility symbol on the surface of each accessible space? 

 symbols need to be repainted 

 22 Is there an "unauthorized parking" sign min 17" by 22" with lettering 1" high,  
 stating vehicles without disabled placards/license plates will be towed at owners  

 no sign 

 23 Is there a place below all accessibility signs stating "Min Fine $250" or similar? 

 no sign 

 24 Is there a plate below all van-accessible space signs designating them as such? 

 no plate 

 25 Is there a 3' strip 'on center' and 12" high 'No Parking' label on all access aisles? 

 stripes but "No Parking" needs to be added 

 26 Is there a painted blue border on all access aisles? 

 access aisle border white instead of blue 

 48 Is there a handrail on both sides of all ramps? (Exceptions: at exterior door  
 landings, ramps less than 6" rise or 6' length) 

 no handrails on either side of either ramp to boat launch or bench 

 152 Are all exterior stairs marked with strips of contrasting color 2-4" deep on all  

 none of the exterior stairs (down at bottom of beach ramp) have color strips upon them 

 156 Are all spots within all stairways within 30" away from any handrail? 

 bottom step 60" away from handrail at both sides. This narrows to 35" at top of stairs 

 201 Is there a minimum of one International Symbol of Accessibility sign at every  
 accessible passenger loading zone, parking space (except where the total parking  
 spaces provided are max 5), entrance, toilet/bathing facility, and area of refuge? 

 Restroom doors: no symbols 

 Parking spaces have symbols but need to be repainted 

 213 Are all pictograms min 6" tall? 

 pictograms 4.5" tall 



 Location Name: Ninth Street Park 
 228 Is there an automatic closing device on stall doors (70°, 3s, 3" same as others)? 

 no auto-closing devices 

 240 Are all men's room signs 1/4" thick equilateral triangles with all sides 12" long? 

 Women's restroom: sign is a rectangle not a circle 



 Location Name: Officer's Quarters 

 Standards Met: 
 11, 12, 13, 14, 15, 17, 18, 19, 20, 21, 23, 24, 25, 26, 27, 29, 38, 39, 42, 43, 44, 47, 48, 49, 50,  
 51, 52, 53, 54, 55, 56, 57, 58, 60, 61, 62, 63, 67, 70, 71, 74b, 75, 77, 112, 113, 114, 118, 119,  
 121, 127, 128, 129, 130, 131, 137, 139, 140, 141, 144, 146, 147, 165, 166, 211, 212, 213, 214,  
 215, 216, 217, 218, 220, 221, 223, 224, 225, 226, 230, 235, 238, 239, 242, 243, 271, 272, 273,  
 276, 277, 278, 279, 281, 282, 283, 284, 285, 319, 320, 321, 322, 324, 342 

 Exceptions: 

 89 Do all automated doors take max 15 pounds of force (lbf) to hold? 

 Door between western/southwestern rooms requires more force than force tool can measure,  
 however, alternate path of travel into hall is short and accessible  --Exceptions Used (1, 3, 9, 

 108 Are all floor surfaces stable, firm and slip-resistant? Are all carpets and tiles secure? 

 The historic hardwood floors are not slip resistant, but only when wet; hardship due to cost  
 and would destroy character of building  --Exceptions Used (1, 3, 9, 10) 

 115 Is there min 80" wide x 54" deep clear space inside every centered-door elevator? 

 elevator is 59w by 42"d but physically impossible to change without changing structure of  
 building  --Exceptions Used (1, 3, 9, 10) 

 117 Is there min 51" deep clear space from every elevator back wall to the return panel? 

 elevator is 59w by 42"d but physically impossible to change without changing structure of  
 building  --Exceptions Used (1, 3, 9, 10) 

 275 In the restroom, are all sidewall grab bars' back/front ends 12"/54" from the back  
 wall? 

 front end of sidewall grab bar extends only 4' from wall, back end only 6" from wall  -- 
 Exceptions Used (1, 3, 9, 10) 

 323 In the kitchen, are all sinks and sink workspaces 30" wide & adjustable 28"-34"  
 high off the floor? 

 sink 16" wide, workspace 21.5 wide under sink  --Exceptions Used (1, 3, 9, 10) 

 Standards Not Met: 

 22 Is there an "unauthorized parking" sign min 17" by 22" with lettering 1" high,  
 stating vehicles without disabled placards/license plates will be towed at owners  

 no unauthorized parking sign 

 76 Is there an accessibility sign posted at each inaccessible entrance providing  
 disabled persons with directions to the nearest accessible one? 

 need sign posted at front door directing to side ramp 

 84 Are all door handles between 30-44" high and operable with one closed fist? 

 all handles except bathroom door are doorknobs (possible exception as is a historic building) 



 Location Name: Officer's Quarters 
 120 Is there min one international symbol of accessibility at every elevator? 

 no accessibility symbols 

 138 Are all emergency stop and alarm control buttons min 35" high above the floor? 

 telephone help button 31" above floor 

 142 Do all elevator call buttons show a call was registered with visual indicators? 

 call buttons do not light up 

 143 Do all elevators use a single audio signal for "going up" but two for "going  

 single tone for both up and down 

 145 Do all elevators use both visual and audio signals to identify doors  

 no visual signals or audio used for door closing 

 172 Is there a sufficient number of visual alarms used? (Tables 39-1, 39-2 at p. 95-95) 

 no alarms in northwestern room 

 174 Are all objects located between 15-48" high above the ground forward reaches? 

 alarm system located at 49-53.5" high, light switches 51-53" high 

 176 Are all obstruction max 4' high above the floor for forward reaches <20" deep? 

 fire alarm controls located 61-68.5" high 

 185 Are the bottom edges of all electrical receptacle outlets min 15" above the floor? 

 Electrical outlets in every room located 0-4" above ground on crown molding 

 194 Are all emergency intercoms marked with Braille and usable without speech? 

 elevator intercom only usable with speech 

 203 s there a sign at every non-accessible entrance that points to accessible entrances? 

 need sign posted at front door directing to side ramp 

 343 Is there a touch latch or U-shaped pull handle on every storage space door? 

 drawers and cabinets have knobs to open, not loops 



 Location Name: Overlook Park 

 Standards Met: 
 30, 31, 32, 33, 35, 36, 37, 62, 63, 64, 65, 66, 67, 70, 71, 148, 149, 150, 151, 155, 156, 157,  
 158, 162, 163, 164, 165 

 Exceptions: 

 11 Is sufficient accessible parking available? (min 9' by 5' access aisle) (1-25 total =  
 1; 26-50 = 2; 51-75 = 3; 76-100 = 4; 101-150 = 5; 151-200 = 6 

 Street Parking Only  --Exceptions Used (1, 3, 9, 10) 

 12 Is sufficient van-accessible parking available (9' by 8 ft' and 98" vertical  
 clearance) (Min 1 of every 8 accessible spaces - at least 1 per parking area or lot) 

 Street Parking Only  --Exceptions Used (1, 3, 9, 10) 

 Standards Not Met: 

 34 Are all curb cuts min 4' w with max street slope 1:20 (5%), max ramp slope 1:12  
 (8.33%), max side slope 1:10 (10%), and side walk length 4' slope 1:50 (2%)? 

 Olive Branch driveway curb cut is 11.4% 

 ** slope curb cut is 11.2* 

 Seaview curb cut is 13.7% 

 54 Is every path of travel on the property accessible? 

 the path from Seaview to the park is extremely cracked and broken. 

 66 Is there a warning curb min 6" tall boarding the sides of all vertical drops >4"  
 (exceptions: walkways adjacent to streets or driveways and handrails w/ guiderail  
 2-4' off the ground, max 5% slope) 

 Three is a 2.5-5.5" drop from the path into the play structure sand, drop must be max .5" 

 There is a 3-4" drop from the path into the swing area onto the sand, drop must be max of .5" 

 152 Are all exterior stairs marked with strips of contrasting color 2-4" deep on all  

 There are no strips of contrasting color on stair treads 

 160 Are the tops of all handrail grips located between 34-38" high above the ground? 

 Bottom step handrail is 40" high 

 161 Are all handrail ends extending parallel min 12" past the edge of the last stair  

 Handrail only extend 4" path the bottom step and 6" past the top step. 

 166 Is min 5% (min one unit) of fixed, table, and counter seating accessible? 

 The only picnic table is not accessible 



 Location Name: Overlook Park 
 167 Is there min 30w x 27h x 19"deep-knee space at access. tables/counters? (does not  
 apply to check-out or non-seating service counters) Max 19" deep clear knee space 
  can be used for clear floor space depth req's. 

 The picnic table has 24.5" knee clearance height and 5.5 knee clearance depth 



 Location Name: Ribiero Field 

 Standards Met: 
 58, 59, 61, 62, 67, 69, 70, 71, 74, 77, 78, 80, 82, 83, 84, 97, 98, 99, 102, 103, 104, 106, 107a,  
 108, 109, 110, 165, 169, 171, 171, 174, 175, 176, 177, 178, 179, 180, 201, 209, 218, 219, 220,  
 221, 222, 223, 224, 225, 226, 227, 228, 229, 230, 231, 232, 233, 234, 235, 236, 237, 238, 246,  
 247, 248, 249, 250, 251, 251, 253, 254, 255, 256, 257, 258, 259, 260, 261, 262, 263, 264, 265,  
 266, 267, 268, 269, 270, 271, 272, 273, 274, 275, 276, 277, 278, 279, 280, 281, 282, 283, 284,  

 Exceptions: 

 11 Is sufficient accessible parking available? (min 9' by 5' access aisle) (1-25 total =  
 1; 26-50 = 2; 51-75 = 3; 76-100 = 4; 101-150 = 5; 151-200 = 6 

 Street Parking Only, no designated accessible parking  --Exceptions Used (1, 9, 10) 

 Standards Not Met: 

 31 Is there a curb cut at or near every driveway, parking space and loading zone? 

 no curb cuts anywhere near field 

 54 Is every path of travel on the property accessible? 

 none of the property is accessible, no curb cuts, not accessible paths of travel from  
 southern access point. Once on level ground, the actual elements of the ball field 

 57 Is there an accessible path of travel w/o stairs connecting all buildings and  

 there is a 5.5" step separating the area behind home plate from the bleachers due west  
 preventing access between the west and east area of the spectator areas 

 64 Is there max 1:2 (50%) beveled slopes on all vertical drops between .25-.5"? 

 Drops from sidewalk to dirt embankment not beveled (south side) 

 72 Are all walkways adjacent to a door or gate swinging towards them extending min  
 24" wider than the door or gate's strike edge? 

 all gate strike edges bordering the clubhouses zero walkway extensions 

 73 Are all grate openings perpendicular to the direction of travel & max 1/2" wide? 

 grate on eastern side of the ball field runs parallel, grate opening 1.75" wide 

 75 Is there an accessibility sign posted at each accessible entrance and major  

 no accessibility signs anywhere in the ballpark 

 85 Are all door thresholds max 1/4" high (un-beveled) or V2" high (beveled)? 

 western dugout threshold 2.5" (unbeveled), eastern dugout threshold 1.5" (beveled) 

 286 Is a minimum of 50% of all drinking fountains provided on a floor accessible? 

 fountain is up against edge of the 5.5" step so only 12" wide in front and only 44" deep.  
 Fountain is 24" from the wall 



 Location Name: Ribiero Field 
 289 285, 292, 293a, 344 Is there min 30" wide x 27" high x 8" deep clear knee space below every 

fountain? 

 no space under 

 290 Is there min 30" wide x 9" high x 17" deep clear toe space below every fountain? 

 no space 

 291 Is there minimum one fountain with one low and one high spout, accommodating  
 wheelchair users and persons who have trouble bending or stooping respectively? 

 only one spout 

 296 Are all fountain controls mounted on the front or front side edge? 

 controls on back 

 298 Are all accessible spouts' bubblers max 6" from the fountain's front edge? 

 8" back 

 301 Do all accessible spouts deliver water flow at min 4" high above them? 

 .5" high 

 342 Is a minimum of one of both fixed and built storage units, if provided, accessible?  
  (Storage units include cabinets, shelves, closets, drawers, etc.) 

 cabinets in dugout are all too high 

 343 Is there a touch latch or U-shaped pull handle on every storage space door? 

 level on cabinet in western dugout. 



 Location Name: Solano Park 

 Standards Met: 
 30, 32a, 34, 36, 54, 55, 56, 58, 61, 62, 63, 67, 70, 71, 165, 286, 287, 289, 290, 292, 293a, 296,  
 297, 298, 299, 300 

 Exceptions: 

 35 Do all curb cuts have a 1' grooved border at the top, w/ groves .25" by .25" tall? 

 no grooved boarder at top of curb cut ramps  --Exceptions Used (1, 9, 10) 

 167 Is there min 30w x 27h x 19"deep-knee space at access. tables/counters? (does not  
 apply to check-out or non-seating service counters) Max 19" deep clear knee space 
  can be used for clear floor space depth req's. 

 picnic tables are 28w by 13" deep knee space  --Exceptions Used (1, 9, 10) 

 182 Are all accessible table/counter tops min 3' w and 28-34" above the floor? 

 picnic table is 28" w  --Exceptions Used (1, 9, 10) 

 291 Is there minimum one fountain with one low and one high spout, accommodating  
 wheelchair users and persons who have trouble bending or stooping respectively? 

 Only one which is at medium height  --Exceptions Used (1, 9, 10) 

 Standards Not Met: 

 57 Is there an accessible path of travel w/o stairs connecting all buildings and  

 ramp from walkways down to play area needs to be built up with bark; currently the drop from 
  ramp to bark ranges in depth from 2.5 to 4" 

 301 Do all accessible spouts deliver water flow at min 4" high above them? 

 faucet broken, delivers no water 



 Location Name: Southhampton Park 

 Standards Met: 
 30, 31, 32, 34, 36, 55, 56, 61, 62, 63, 64, 67, 71, 73, 148, 149, 150, 151, 155, 156, 157, 160,  
 162, 163, 164, 286, 287, 289, 290, 292, 293a, 296, 297, 298, 299, 300 

 Exceptions: 

 11 Is sufficient accessible parking available? (min 9' by 5' access aisle) (1-25 total =  
 1; 26-50 = 2; 51-75 = 3; 76-100 = 4; 101-150 = 5; 151-200 = 6 

 Street Parking Only  --Exceptions Used (1, 3, 9, 10) 

 12 Is sufficient van-accessible parking available (9' by 8 ft' and 98" vertical  
 clearance) (Min 1 of every 8 accessible spaces - at least 1 per parking area or lot) 

 Street Parking Only  --Exceptions Used (1, 3, 9, 10) 

 21 Is there a permanent accessibility sign (min 70" sq) nearby to each accessible  

 Street Parking Only  --Exceptions Used (1, 3, 9, 10) 

 161 Are all handrail ends extending parallel min 12" past the edge of the last stair  

 Handrails extend 1' past both top and bottom step of staircase. However, there is another  
 step no directly connected to the staircase to which the railing does not extend. Recommend  
 adding this step to covered area ASAP  --Exceptions Used (1, 9, 10) 

 201 Is there a minimum of one International Symbol of Accessibility sign at every  
 accessible passenger loading zone, parking space (except where the total parking  
 spaces provided are max 5), entrance, toilet/bathing facility, and area of refuge? 

 Street Parking Only  --Exceptions Used (1, 3, 9, 10) 

 291 Is there minimum one fountain with one low and one high spout, accommodating  
 wheelchair users and persons who have trouble bending or stooping respectively? 

 one medium height spout only  --Exceptions Used (1, 9, 10) 

 Standards Not Met: 

 35 Do all curb cuts have a 1' grooved border at the top, w/ groves .25" by .25" tall? 

 no grooved border at top of either curb cut 

 37 Do all curb cuts with slop >1:15 (6.7%) have a 'detectable warning surface'?  
 (visually contracting, raised, truncated domes .9" dia. base, tapering to .45" dia.  
 At the top; .2" tall spaced at 2.35" 

 no detectable warning surface on curb cut at corner of Chelsea Hills & Panorama 

 54 Is every path of travel on the property accessible? 

 All three bridges across stream force a step up from walking (except north side of bridge  
 closest to entrance) 



 Location Name: Southhampton Park 
 57 Is there an accessible path of travel w/o stairs connecting all buildings and  

 While the entrances are accessible, the same spots are inaccessible as exits. Further the  
 path down from Chelsea Hills is too steep (12% to 27%). Recommend a ramp. 

 66 Is there a warning curb min 6" tall boarding the sides of all vertical drops >4"  
 (exceptions: walkways adjacent to streets or driveways and handrails w/ guiderail  
 2-4' off the ground, max 5% slope) 

 Guardrails needed on bridges. 

 152 Are all exterior stairs marked with strips of contrasting color 2-4" deep on all  

 Stairs have grooved strips but not painted or colored 

 165 Is there space for wheelchairs distributed throughout any seating provided? 

 none of the three picnic tables are accessible. A table's clear ground space is either 34w by  
 25h by 14" deep or 28.5w by 22h by 16" deep. 

 300 Do all fountain controls operate with only one closed fist and max 5 lbs? 

 spout does not work 

 Standards Met: 
 11, 12, 13, 14, 15, 16, 17, 18, 19, 20, 21, 22, 23, 24, 25, 26, 27, 28, 29, 30, 31, 32, 33, 34, 35,  
 36, 37, 54, 55, 56, 57, 58, 61, 62, 63, 64, 65, 66, 67, 70, 71, 149, 150, 151, 152, 154, 201, 209,  

 Standards Not Met: 

 148 Is there a handrail on both sides of every stairway? 

 no handrails at stairs 

 156 Are all spots within all stairways within 30" away from any handrail? 

 no handrails at stairs 

 165 Is there space for wheelchairs distributed throughout any seating provided? 

 all picnic tables have 4 benches an no room for wheelchair access 



 Location Name: Water's End Park 

 Standards Met: 
 30, 31, 32, 34, 36, 54, 55, 56, 58, 61, 62, 63, 64, 67, 69, 70, 71, 72, 74, 75, 77, 78, 80, 82, 83,  
 84, 85, 86, 88, 89, 90, 148, 150, 151, 155, 156, 157, 160, 161, 162, 163, 164, 166, 167, 182,  
 208, 209, 210, 212, 214, 215, 219, 220, 221, 223, 224, 225, 226, 227, 228, 229, 230, 231, 233,  
 234, 236, 239, 242, 245, 246, 247, 249, 251, 252, 253, 254, 255, 256, 257, 258, 259, 260, 261,  
 262, 264, 265, 267, 268, 269, 270, 271, 272, 273, 274, 275, 276, 277, 278, 281, 282, 283, 284,  
 285, 286, 287, 289, 290, 290, 292, 293a, 296, 297, 298, 299, 300 

 Exceptions: 

 11 Is sufficient accessible parking available? (min 9' by 5' access aisle) (1-25 total =  
 1; 26-50 = 2; 51-75 = 3; 76-100 = 4; 101-150 = 5; 151-200 = 6 

 Street Parking Only  --Exceptions Used (1, 3, 9, 10) 

 12 Is sufficient van-accessible parking available (9' by 8 ft' and 98" vertical  
 clearance) (Min 1 of every 8 accessible spaces - at least 1 per parking area or lot) 

 Street Parking Only  --Exceptions Used (1, 3, 9, 10) 

 201 Is there a minimum of one International Symbol of Accessibility sign at every  
 accessible passenger loading zone, parking space (except where the total parking  
 spaces provided are max 5), entrance, toilet/bathing facility, and area of refuge? 

 Street Parking Only  --Exceptions Used (1, 3, 9, 10) 

 Standards Not Met: 

 35 Do all curb cuts have a 1' grooved border at the top, w/ groves .25" by .25" tall? 

 Curb Cut on far north side of park has no groove. 

 37 Do all curb cuts with slop >1:15 (6.7%) have a 'detectable warning surface'?  
 (visually contracting, raised, truncated domes .9" dia. base, tapering to .45" dia.  
 At the top; .2" tall spaced at 2.35" 

 Neither curb cut has any detectable warning surface. 

 57 Is there an accessible path of travel w/o stairs connecting all buildings and  

 Two ramps into play area have bark dug out so that have a 4-5" drop-off from walkway to  
 play area. 

 65 Is every walkway with a vertical drop .5 - 4" conforming to requirements for ramps? 

 Two ramps into play area have bark dug out so that have a 4-5" drop-off from walkway to  
 play area. 

 66 Is there a warning curb min 6" tall boarding the sides of all vertical drops >4"  
 (exceptions: walkways adjacent to streets or driveways and handrails w/ guiderail  
 2-4' off the ground, max 5% slope) 



 Location Name: Water's End Park 
 Two ramps into play area have bark dug out so that have a 4-5" drop-off from walkway to  
 play area. 

 151 Are all stair treads slip-resistant, smooth-edged, and closed throughout the  

 No color strips marking stairs. 

 153 Are all interior stairs marked with 2-4" deep color strips on the highest/lowest tread? 

 No color strips marking stairs. 

 165 Is there space for wheelchairs distributed throughout any seating provided? 

 While space for wheelchair is provided at several tables next to play area, none is provided  
 at either table next to the basketball court 

 238 Is there smooth, hard, non-absorbent flooring extending up the walls min 5" tall & 
  does such flooring extend min 48" high within 24" of all urinal sides? 

 Flooring extends up 5" all around the room and not any higher next to urinal 

 263 In the restroom, are all accessories' usable parts located max reach height 40"  
 above the floor? 

 Paper towel dispenser lever is 55" high 

 301 Do all accessible spouts deliver water flow at min 4" high above them? 

 Fountains near the bathroom are not open front. A citizen seated near by commented that  
 they "Hardly ever work." 



 Location Name: Willow Glen Park 

 Standards Met: 
 30, 31, 34, 36, 55, 56, 58, 61, 62, 63, 66, 67, 69, 70, 71, 72, 78, 80, 82, 84, 85, 86, 165, 218,  
 224, 227, 228, 229, 230, 234, 238, 239, 245, 249, 251, 252, 253, 254, 256, 258, 259, 260, 264,  
 265, 267, 268, 269, 270, 271, 272, 273, 274, 275, 276, 281, 282, 283, 284, 292, 293a, 294,  
 295, 296, 297, 298, 299, 300 

 Exceptions: 

 11 Is sufficient accessible parking available? (min 9' by 5' access aisle) (1-25 total =  
 1; 26-50 = 2; 51-75 = 3; 76-100 = 4; 101-150 = 5; 151-200 = 6 

 Street Parking Only  --Exceptions Used (1, 9, 10, 3) 

 12 Is sufficient van-accessible parking available (9' by 8 ft' and 98" vertical  
 clearance) (Min 1 of every 8 accessible spaces - at least 1 per parking area or lot) 

 Street Parking Only  --Exceptions Used (1, 9, 10) 

 74 Is every entrance and ground floor exit door accessible? 

 bathrooms only have 32" of clearance into restroom through their doors. Doors are only 32"  
 wide  --Exceptions Used (1, 9, 10) 

 77 Is there a clear opening min 32" wide in every accessible entrance, exit and door? 

 bathrooms only have 32" of clearance into restroom through their doors. Doors are only 32"  
 wide  --Exceptions Used (1, 9, 10) 

 83 Are all doors min 36" wide x 80" high? 

 bathrooms only have 32" of clearance into restroom through their doors. Doors are only 32"  
 wide  --Exceptions Used (1, 9, 10) 

 201 Is there a minimum of one International Symbol of Accessibility sign at every  
 accessible passenger loading zone, parking space (except where the total parking  
 spaces provided are max 5), entrance, toilet/bathing facility, and area of refuge? 

 Street Parking Only  --Exceptions Used (1, 9, 10) 

 231 Is there minimum one accessible stall with a door-swing-free clear space 60" x 60" 
  & if not, is there a stall 48" wide x 66"/69" deep (wall/floor-mounted toilet)? 

 Women's Restroom: stall clear space is 28 by 72"  --Exceptions Used (1, 9, 10) 

 Men's Restroom: stall clear space is 32 by 48"  --Exceptions Used (1, 9, 10) 

 291 Is there minimum one fountain with one low and one high spout, accommodating  
 wheelchair users and persons who have trouble bending or stooping respectively? 

 Only one which is at medium height  --Exceptions Used (1, 9, 10) 



 Location Name: Willow Glen Park 

 Standards Not Met: 

 35 Do all curb cuts have a 1' grooved border at the top, w/ groves .25" by .25" tall? 

 curb cuts next to Taco Bell have no grooves 

 54 Is every path of travel on the property accessible? 

 asphalt/gravel path is broken up and rocky in a large number of ** and needs to be repaved 

 240 Are all men's room signs 1/4" thick equilateral triangles with all sides 12" long? 

 No signage identifying restroom, other than "men" and "women" placard 

 241 Are all women's room signs 1/4" thick circles with diameter 12" wide? 

 No signage identifying restroom, other than "men" and "women" placard 

 261 Is there a grab bar behind the toilet and on nearest sidewall in each accessible  

 Men's and Women's Restroom: Back wall grab bar needs to be installed 

 262 Is there min 1.5" clear space between all toilet tanks and their back wall grab  

 Women's Restroom: Women's sidewall bar has been removed and needs to be replaced. 

 263 In the restroom, are all accessories' usable parts located max reach height 40"  
 above the floor? 

 paper towel dispenser levers are located 55" high 

 266 In the restroom, are all plumbing parts under the sink's apron projecting max 6"  
 from the wall? 

 projects 9" from wall 

 285 In the restroom, do all automatic faucets remain open and flowing min 10  

 faucets do not work 

 286 Is a minimum of 50% of all drinking fountains provided on a floor accessible? 

 clear space beneath fountain is blocked by a large stone shelf, presumably for children. This  
 block needs to be removed. 

 301 Do all accessible spouts deliver water flow at min 4" high above them? 

 fountain does not work 



 Location Name: Youth Center 

 Standards Met: 
 11, 21, 26, 29, 30, 31, 32, 34, 35, 36, 37, 39, 45, 46, 47, 58, 61, 62, 63, 64, 67, 69, 70, 71, 72,  
 73, 77, 78, 79, 80, 82, 83, 85, 86, 90, 93, 94, 97, 98, 99, 100, 101, 102, 103, 105, 106, 108,  
 109, 110, 149, 151, 155, 156, 157, 158, 161, 162, 163, 164, 165, 175, 187, 188, 189, 201, 202,  
 203, 204, 205, 206, 208, 209, 210, 211, 212, 213, 214, 215, 217, 218, 219, 220, 221, 223, 224,  
 226, 227, 229, 230, 231, 232, 233, 234, 235, 236, 237, 238, 239, 240, 241, 242, 243, 245, 246,  
 247, 249, 250, 251, 252, 253, 254, 255, 256, 257, 258, 261, 262, 264, 265, 267, 268, 269, 270,  
 271, 272, 273, 274, 275, 276, 279, 280, 281, 282, 283, 284, 285, 287, 290, 291, 292, 293, 296,  
 297, 298, 299, 300, 301, 319, 321, 322, 324, 325, 342, 344 

 Exceptions: 

 13 Is the surface slope at all accessible spaces and access aisles max 1:50 (2%) 

 The hill is too steep  --Exceptions Used (3, 10) 

 38 Is the slope and cross-slope of every ramp a max ratio of 1:12 (8.33%) / 1:50  

 8.8% slope, hill too steep.  --Exceptions Used (3, 10) 

 43 Is there a level landing at each 30" max vertical rise of all ramps? (1:12=30' long, 
  1:13=32.5,..14=35, 15=37.5, 16=40, 17=42.5…) 

 The hill is too steep  --Exceptions Used (3, 10) 

 95 Is there a ramp, lift or elevator to all public levels? 

 no accessible way to second floor, equivalent facilitation can be found  --Exceptions Used  
 (1, 9, 10) 

 96 Is there an accessible path of travel to every public space in the building? 

 In downstairs southern utility room, step is 10" high to corner "stage" area  --Exceptions Used 
  (1, 9, 10) 

 no accessible way to second floor, equivalent facilitation can be found  --Exceptions Used  
 (1, 3, 9, 10) 

 150 Are all stair treads min 11" wide, 4-7" tall & angled min 60° from horizontal? 

 outside stairs treads only 10" wide  --Exceptions Used (1, 9, 10) 

 160 Are the tops of all handrail grips located between 34-38" high above the ground? 

 external staircase next to pool to second floor, top handrail against building  --Exceptions  
 Used (1, 9, 10) 

 166 Is min 5% (min one unit) of fixed, table, and counter seating accessible? 

 no tables set up at time of visit; reception counter 3' high  --Exceptions Used (1, 9, 10) 

 167 Is there min 30w x 27h x 19"deep-knee space at access. tables/counters? (does not  
 apply to check-out or non-seating service counters) Max 19" deep clear knee space 
  can be used for clear floor space depth req's. 

 no tables set up at time of visit; reception counter 3' high  --Exceptions Used (1, 9, 10) 



 Location Name: Youth Center 
 169 Frontal approach with >24" alcove depth: min 36" wide x 48" deep clear space? 

 Room C, shelved closet, 30" w door, 26"w by 3' deep clear alcove space to recessed  
 shelves  --Exceptions Used (1, 3, 9, 10) 

 171 Side approach with >15" alcove depth: min 30" wide x 60" deep clear space? 

 Room C, shelved closet, 30" w door, 26"w by 3' deep clear alcove space to recessed  
 shelves  --Exceptions Used (1, 3, 9, 10) 

 181 Are all obstructions max 34" high by 24" deep all for accessible side reaches? 

 countertop in Rm A is 3' high; countertop in kitchen is 37" high  --Exceptions Used (1, 3, 9, 10) 

 182 Are all accessible table/counter tops min 3' w and 28-34" above the floor? 

 countertop in Rm A is 3' high; countertop in kitchen is 37" high  --Exceptions Used (1, 3, 9, 10) 

 Standards Not Met: 

 23 Is there a place below all accessibility signs stating "Min Fine $250" or similar? 

 no plate 

 38 Is the slope and cross-slope of every ramp a max ratio of 1:12 (8.33%) / 1:50  

 ramp to main entrance, 14-17% slope 

 42 Is there a landing at the top and bottom of all ramps? 

 landing at top of main entrance ramp no level 

 43 Is there a level landing at each 30" max vertical rise of all ramps? (1:12=30' long, 
  1:13=32.5,..14=35, 15=37.5, 16=40, 17=42.5…) 

 40" rise no landing 

 48 Is there a handrail on both sides of all ramps? (Exceptions: at exterior door  
 landings, ramps less than 6" rise or 6' length) 

 handrail on one side only 

 49 Are all handrails parallel to the ground, continuous, full-length 34-38" high,  
 extending min 1' beyond the ramp's top and bottom, and returned to the post? 

 top rail extends only 6" , bottom rail does not extend at all 

 54 Is every path of travel on the property accessible? 

 main path of travel to main entrance has problems with slope, handrails 

 55 Is there an accessible path of travel from public transport stops, parking spaces,  
 passenger loading zones and public sidewalks/streets to a min 1 accessible  

 main path of travel to main entrance has problems with slope, handrails 

 56 Is there an accessible path of travel from the public way to all accessible entrances? 

 main path of travel to main entrance has problems with slope, handrails 

 57 Is there an accessible path of travel w/o stairs connecting all buildings and  



 Location Name: Youth Center 
 main path of travel to main entrance has problems with slope, handrails 

 74 Is every entrance and ground floor exit door accessible? 

 main path of travel to main entrance has problems with slope, handrails 

 75 Is there an accessibility sign posted at each accessible entrance and major  

 no signage 

 76 Is there an accessibility sign posted at each inaccessible entrance providing  
 disabled persons with directions to the nearest accessible one? 

 no signage 

 84 Are all door handles between 30-44" high and operable with one closed fist? 

 all doors have doorknobs that must be turned and disengage from the door from frame, even 
  where accessible handles are also attached 

 148 Is there a handrail on both sides of every stairway? 

 plants are in the way of the handrail at both landing on the interior flight of stairs 

 152 Are all exterior stairs marked with strips of contrasting color 2-4" deep on all  

 no exterior color strips 

 153 Are all interior stairs marked with 2-4" deep color strips on the highest/lowest tread? 

 no interior color strips 

 154 Are all color strips max 1" from each tread's edge, and extending its full width? 

 no exterior color strips 

 174 Are all objects located between 15-48" high above the ground forward reaches? 

 Southern downstairs utility room: temp controls are 61" high 

 Room C: paper towel dispenser is 53" high, soap dispenser is 50" high 

 Teen Center: first aid kit is 52-60" high, AC/heat controls 55-59" high 

 Room A: first aid kit is 53-61" high, temp controls 54-58" high 

 Room B: Breaker box is 56" high, first aid kit is 52-60" high 

 Upstairs restroom: paper towel dispenser 54" high, toilet shields are 52-54" high 

 Utility room near downstairs drinking fountain: Coat hangers are 60" high, shelves are at least 
  67" high 

 Brochure holder is 76" high 

 Kitchen: first aid kit is 78" high, paper towel dispenser is 61" high 

 Women's downstairs bathroom: paper towel dispenser 52" high 

 Men's downstairs restroom: paper towel dispenser 52" high 

 180 Are all objects between 9-46" high for side/diagonal reaches from 21-24" away? 

 Downstairs reception: hand sanitizer is 47" high 

 Kitchen: soap dispenser is 47" high 



 Location Name: Youth Center 
 184 Are all electrical switch centerlines max 4' above the ground? 

 Teen Center: electrical switches are 85" above ground 

 Room A: light switches centerlines are 53.5" high 

 Southern Utility Room: Electrical switches are 55" high 

 185 Are the bottom edges of all electrical receptacle outlets min 15" above the floor? 

 Southern Utility Room: bottom edge of outlets at 9" high 

 2nd floor offices: bottom edge of electrical outlets 12" high 

 2nd floor hallway: bottom edge of electrical outlets 9" high 

 Room C: bottom edge of outlets are 12" high 

 Teen Center: bottom edge of outlets at 12" high 

 Room B: bottom edge of outlets 10" high 

 First floor Hallways: bottom edge of outlets at 9" high 

 216 Are all exit signs illuminated at all times and visible from any direction of  

 2nd floor hallway: Exit signs not illuminated 

 Room A: Exit signs are not illuminated 

 228 Is there an automatic closing device on stall doors (70°, 3s, 3" same as others)? 

 Restrooms: no automatic stall closing device 

 263 In the restroom, are all accessories' usable parts located max reach height 40"  
 above the floor? 

 Upstairs restroom: paper towel dispenser 54" high, toilet shields are 52-54" high, soap  
 dispenser is 43" high 

 Women's downstairs bathroom: paper towel dispenser 52" high, soap dispenser is 43" high 

 Men's downstairs restroom: paper towel dispenser 52" high, soap dispenser is 42" high 

 266 In the restroom, are all plumbing parts under the sink's apron projecting max 6"  
 from the wall? 

 Men's downstairs restroom: pipes project 8.5" from wall 

 Women's downstairs restroom: pipes project 9.5" from wall 

 277 In the restroom, are all back wall grab bars 36" long with centers 33" high above  
 the floor & if the toilet tank obstructs installation at 33" high, are they installed at  

 Upstairs restroom: back wall grab bars are only 24" long 

 278 In the restroom, are all back wall grab bars' ends 6" from the side wall, extending  
 12" past the tank? 

 Upstairs restroom: back wall grab bars only extend 5" past toilet tank 

 289 Is there min 30" wide x 27" high x 8" deep clear knee space below every fountain? 

 2nd floor drinking fountain allows for 0 knee space 

 320 In the kitchen, is a min of 50% of shelf space in cabinets, fridges and freezers  
 within reach ranges? 



 Location Name: Youth Center 
 Only 40% of shelf space is reachable 

 343 Is there a touch latch or U-shaped pull handle on every storage space door? 

 Room A: No handles on any drawers or cabinets. 

 Room C: no handles on drawers 

 Kitchen: No handles on any drawers or cabinets 


